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1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén maw/ Name of sample
4. 86 lwong/ Quatity
5. M6 ta maw/ Sample description
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: NHA MAY NUGC TRA NOC

: 12A, KCN Tra Noéc 2, p. Phuée Théi,g. O Mén, tp. Cén Tho
: NUGC AN UONG (TAI NHA MAY)
:1 chai x 2000ml va 1 chai x 250ml

: Nude chira trong chai nhua 6 nip vin v chai thay tinh

6. Ngay nhin maw/ Receiving date  + 16/06/2020 Ngay tra két qua/ Issued date: 25/6/2020
TT/ Chi tiéw/ [Pon vi tinh/ Keét qua/ Phwong phap/ Tiéu chuan/
Nao. Parameter Unit Resulr Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120C - 15
2017
2 |Miivi - Khéng c6 mui vi la Cam quan {Khdng c6 mui, vi
la
3 |Péduc(® NTU 0,14 SMEWW 2130 B-2017 2
4 |pH (%) - 7,25 (22,0°C) TCVN 6492:2011 6,0-85
5 |Clor du mg/l 0.5 Do tai hién truedmg 02-10
6 |Califorms (*) CFU/100ml IS0 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 1SO 9308-2014 (E) <1
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Customer : NHA MAY NUGC TRA NOC

: 12A, KCN Tra Néc 2, p. Phuée Théi, q. O Mén, tp. Cén Tho

3. Tén miu/ Name of sample : NUOC AN UONG (CONG POAN KHU CHE XUAT TRA NOC)
4. S& lugng/ Quatity -1 chai x 2000ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : Nude chira trong chai nhya ¢o ndp vin va chai thiy tinh
6. Ngay nhin mau/ Receiving date @ 16/06/2020 Ngay tra két qua/ Issued date . 25/6/2020
TT/ Chi tiéw/ Pom vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sac TCU <5,0 SWEWW 2120C - 15

2017
2 |Muivi - Khong c6 mii, vila Cam quan ong co mii, vi
la

3 |BP6 duc (*) NTU 0,17 SMEWW 2130 B-2017 2

4 |pH (") - 7,31 (24,2°C) TCVN 6492:2011 6,0-85

5 |Clor du mg/] 0,4 Po tai hién trirong 02-10

6 |Coliforms (*) CFU/100m! 0 1SO 9308-2014 (E) <3

7 |E.coli (*) CFU/100m] 0 IS0 9308-2014 (E) <1

Phu trich phong thir nghiém y tg.(} TRUNG TAM
Officer in charge of laboratory —Ondehalf of CDC
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3. Khing dwege trich, sao ! it ket qud néw khiing o e ding ¥ ciia Trung tim Kicm sodt bink it Think phi Can The
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1. Tén khéch hang/ Customer - NHA MAY NUGC TRA NOC

2. Dia chi/ Address

3. Tén maw Name of sample

4. 86 luong/ Quatity

5. Mo ta maw Sample description

- 12A, KCN Tra Néc 2, p. Phude Théi, . O Mén, tp. Cin Tho
: NUOC AN UONG (42 NGUYEN CHI THANH, PHUONG TRA

NOC, QUAN BINH THUY)

-1 chai x 2000ml va 1 chai x 250ml
- Nuéc chira trong chai nhyra c6 nip vin va chai thuy tinh

6. Neay nhin maw/ Receiving date  : 16/06/2020 Ngay tra két qud/ Issued date: 25/6/2020
TT/ Chi tiew Pon vi tinh/ Két qua/ Phrong phép/ Tiéu chuin/
No. Parameter Unit Result Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120 C - 15
2017
2 Wb vi - Khong co mii, vila Cam quan Khong co mi, vi
la
3 |6 duc (™) NTU 0,40 SMEWW 2130 B-2017 2
4 |pH(®) - 7,29 (22.7°C) TCVN 6492:2011 6,0-8,5
5 |Clor dw mg/l 0,4 Bo tai luén truedng 02-10
6 |Coliforms {*) CFU/100m] ] 150 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 150 9308-2014 (E) =1

Phu trich phong thir nghiém
Officer in charge of laboratory
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1. Tén khach hang/ Customer - NHA MAY NUGC O MON

2. Pia chi/ Address

. Kim Péng, P. Chau Van Liém, Q. O Mén, Tp. Can Tho

3. Tén maw Name of sample - NUGC AN UONG (TAI NHA MAY)

4. Sé lwong/ Quatity

.1 chai x 2000ml va 1 chai x 250ml

5. M6 ta maw Sample description  : Nudc chira trong chai nhua c6 ndp van va chai thiy tinh

6. Ngay nhin maw/ Receiving date  : 17/06/2020 Ngay tra két qua/ Issued date : 26/6/2020
T1/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau sac TCU <5,0 SWEWW 2120C - 15
207
2 | M vi - Khéng oo mi, vi la Cam guan Khong co mii, vi
la
3 D6 duc (™) NTU 0,65 SMEWW 2130 B-2017 2
pH (%) 2 7,25 (22,4°C) TCVN 6492:2011 6,0-85
Arsen (7) mg/| Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
6 |Clor du mg/l 0,5 Do tai hién trutmg 02-10
7 |Coliforms () CFU/100ml 0 IS0 9308-2014 (E) <3
8 |E.coli (%) CFU/100ml 0 150 9308-2014 (E) <1

Phu trich phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

{IJ;I{-J' f’:_/ ) .I--. 2 :' :,.':. f_/&__ )
Y Ca
oF

¢ ¥ PHO GIAM POC
Vin Quéc Thanh Thiy s Db

1.Am Hoang Dung
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1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén maw/ Name of sample

4. S& lwong/ Quatity

5. Mb ta maw/ Sample description
6. Ngay nhin miu/ Receiving date

N

L v ah e

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
EENTER FOR DISEASE CONTROL AND PREVENTION

N
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TEST REPORT

: NHA MAY NUGC O MON

: Kim Déng, P. Chau Van Liém, Q. O Mén, Tp. Cin Tho

{ NUOC AN UONG (SO 9, KIM DPONG, QUAN O MON)
:1 chai x 2000ml va 1 chai x 250ml

: Nude chita trong chai nhya ¢6 nip van va chai thiy tinh

: 17/06/2020 Ngay tra két qua/ Issued date 1 26/6/2020
TT/ Chi tiéw/ [Pon vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter [nil Result Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120C - 15
2017
2 |Miivi - Khéng o6 mui, vila Cam quan Khong co mui, vi
la
3 |B6 duc(®) NTU 022 SMEWW 2130 B-2017 z
4 [pH () - 6,94 (24,5°C) TCVN 6492:2011 6,0-8,5
5 |Arsen(®) mg/l = 0,003 TCVN 6626:2000 0,01
6 |Clor du mg/l 0,4 Bo tai hién trudng 0,2-1,0
7 [Coliforms (%) CFU/100ml 0 15O 9308-2014 (E) <3
8 |E.coli (%) CFU/100ml 0 1SO 9308-2014 (E) <1

Phy trich phong thir nghiém
Officer in charge of laboratory
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SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
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1. Tén khéch hang/ Customer : NHA MAY NUGC O MON
2. Pia chi/ Address : Kim Péng, P. Chéu Vian Liém, Q. © Mén, Tp. Cin Tho
3. Tén maw Name of sample : NUOC AN UONG (DUONG KIM BONG, QUAN O MON)
4. 86 hrong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mo ta maw/ Sample description  : Nude chita trong chai nhya ¢6 nép véan va chai thiy tinh
6. Ngay nhin maw/ Receiving date  : 17/06/2020 Ngay tra két qua/ Issued date : 26/6/2020
TT/ Chi tiéw/ [Pon vi tinh/ Keét qua/ Phuong phap/ Tiéu chuan/
No, Parameier Uit Result Test method Standard

1 |Mau sic TCU <50 SWEWW 2120C - 15

2017
2 | M vi - Khong cé mui, vi la Cam quan Khéng cé mui, vi
la

3 |6 duc (%) NTU 0,48 SMEWW 2130 B-2017 2

4 [pH(*) 5 6,99 (24,7°C) TCVN 6492:2011 6,0-85

5 |Arsen (%) mg/l < 0,003 TCVN 6626:2000 0,01

6 |Clor dw mg/l 0,4 Po tai hién trudng 0,2-1,0

7 |Coliforms (*) CFU/100ml 0 I50 9308-2014 (E) <3

8 |E.coli (*) CFU/100ml 0 IS0 9308-2014 (E) <1

Phu trich phong thir nghiém LANH ﬂz,lﬂ TRUNG TAM
Officer in charge of laboratory — O tighalf of CDC
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3. Khdng duegre trich, sauo I phin keét qua néu khéng o6 si Zing ¢ cia Trung dm Kicw sodt bénh it Think pha Cin The
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Ma s miw Sample Code: -1, * KET QUA THU NGHIEM

0075420 "
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1. Tén khéch hang/ Customer : TRAM CAP NUGC THOI LAI
2. Pija chi/ Address « &p Théi Thudn B, TT. Théi Lai, H. Théi Lai, Tp. Can Tho
3. Tén maw/ Name of sample : NUGC AN UONG (TAI NHA MAY)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : Nudc chira trong chai nhya co nfip vin va chai thiy tinh
6. Ngay nhin maw/ Receiving date  : 17/06/2020 Ngay tra két qua/ Issued date : 26/6/2020
TT/ Chi tiéw/ Don vi tinh/ K&t qua/ Phueng phap/ Tiéu chuan/
No. Parameter Unit Resulr Test method Standard
1 |Mau sic TCU 9,2 SWEWW 2120C - 15
2017
2 M vi - Khong o6 mui, vila Cam quan Khéng cé mid, vi
la
3 |Pd duc () NTU 041 SMEWW 2130 B-2017 2
4 [pH(®) - 7,25 (21,3°C) TCVN 6492:2011 6,0-85
5 |Arsen (%) mg/l < 0,003 TCVN 6626:2000 0,01
6 |Clor du mg/] 0,5 Po tai hién redmg 0,2-1.0
7 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
8 |E.coli(®) CFU/100ml 0 ISO 9308-2014 (E) <1
Phuy trach phing thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory ofte
w o ¥ 2~ % T
Viin Qudc Thanh Thuy Lam Hoang Diing

1. (*): Pheong phep dwype cdng ahdn phit hep theo ISOAEC 17025; (T): Rt qud diepe thyee hign bod nki thidu phy

2, Thilrg tin vé mdu duge ghi theo péu ca?-t Khdch hdng; Kerq:ra phin tich chi o gid orf trén mau thie

3. Khowg duyre trich, zao | phdn ket qud néw khéng oo swding ¥ ctha Trung tdm Kiém soit bénk it Thinh phi Can Tha

4 K oud dwere bidu thi < 10 CFUYe of gid tri "Khéng phat hign"  Teane- 174




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
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TEST REPORT
1. Tén khéch hang/ Customer : TRAM CAP NUGC THOI LAI
2. Dia chi/ Address : fi"p Théi Thudn B, TT. Théi Lai, H. Théi Lai, Tp. Cén Tho
3. Tén maw Name of sample : NUOC AN UONG (262 AP THOI THUAN B, TT. THOI LAD
4. 86 lugng/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mé ta maw Sample description  : Nudc chira trong chai nhya cé nap vin va chai thiy tinh
6. Ngay nhan miu/ Receiving date  : 17/06/2020 Ngay tra két qua/ Isswed date : 26/6/2020
TT/ Chi tiéw/ [Pon vi tinh/ Két qui/ Phuong phap/ Tiéu chuin/
No. Parameter Unir Result Test method Standard
1 |Mau sac TCU <5,0 SWEWW 2120C - 15
2017
2 M vi - Khong co mui, vi la Cam quan Ehéng oo mui, vi
L la
3 |Péduc(™ NTU 0,39 SMEWW 2130 B-2017 2
4 |pH(®) - 6,74 (246°C) TCVN 6492:2011 650-85
5 [Arsen (*) mg/l < (0,003 TCVN 6626:2000 (01
6 |Clor du mg/l 0.4 Po tai hién truong 02-1,0
7 |Coliforms (*) CFU/100ml 0 IS0 9308-2014 (E) <3
8 |E.coli (%) CFU/100ml 0 IS0 9308-2014 (E) <1

Phu trich phong thir nghi¢m
Officer in charge of laboratory

ﬂ&i‘-ai/"/fi//

o Pl f 5 GIAM BOC
¢ Thanh Thity PHO GLaM OV
Viin Quo Lam Hoang Dung

L Pﬁ;ruﬂgphup dirpre cdng n.ﬁ{mp&u hop theo ISOTEC 70235 (1): Két qua dwwe thyee hién bai ni thau phy
2. Théng tin vé man dugre ghi theo yéu ciu IrFrmﬁ R Kéi grm' phdin fich ki of gfd tri irdn mdu
3. Khing dupe trich, sao 1 phin ket gud néu khong cé sie dong ¥ ciba Trmg tdm Kigm sodt bénh tit Thank phd Cdn The

4. Edraud g Iriin ey < 10 CFL e o pid i "Kihidny it frign " S . = B Prane: [ £ !
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T QUA THU NGHIEM
TEST REPORT

1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén méw Name of sample
4. S6 lugng/ Quatity
5. Mé ta maw/ Sample description

: TRAM CAP NUGC THOI LAI

: 4p Théi Thuin B, TT. Théi Lai, H. Théi Lai, Tp. Cin Tho
: NUGC AN UONG (AP THOT THUAN B, TT. THOI LAT)
:1 chai x 2000ml va 1 chai x 250ml

: Nude chira trong chai nhya ¢6 nip vin va chai thiy tinh

6. Ngay nhin miw/ Receiving date  : 17/06/2020 Ngay tra két qui/ Issued date: 26/6/2020
TT/ Chi tiéw/ [Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chudn/
No. Parameter Unit Resuli Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mii vj - Khéng cd mui, vi la Cam quan Khéng cd mii, vi
1 la
3 D% duc (%) NTU 0,74 SMEWW 2130 B-2017 2
4 [pH(*) - 6,94 (21,9°C) TCVN 6492:2011 6,0-85
5 |Arsen () mg/l Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
Clor duw mg/l 0,4 Po tai hién trong 0,2-1,0
7 |Coliforms (*) CFU/M00m] 0 IS0 9308-2014 (E) <3
E.coli (*) CFU/100ml 0 IS0 9308-2014 (E) <1
Phu trach phong thir nghiém L AO TRUNG TAM

Officer in charge of laboratory
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Lam Hoang Diing

LAY Pluromg phap diegre cdng nhin phit hap theo ISOAEC 17025 (1): K&t gisdd eyt thire hign boi nha thase phy
2. Theng tn vié muiy diege ghi theo }'eu edu khdek hing: K qua phin tich chi co Eii i trém mdn
3. Khéng duwgc trich, sao 1 phdn két gui néw khing co sw dong j cie Trung tdm Kiém sodt bénk 161 Thank phi Cdn The

4. Ker_'guu e bidu rh.l < 10 CFLUYg eo gid trf "Khing phdt Frreu ] o I




S3 Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
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1. Tén khach hang/ Customer : TRAM CAP NUGC €O PO
2. Pia chi/ Address - 4p Théi Hoa, thi trdn Co Do, huyén Cor Do, thanh phd Cén Tho
3. Tén maw/ Name of sample : NUOC AN UONG (TAI NHA MAY)
4. S6 lugng/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : Nudce chira trong chai nhya ¢ ndip van va chai thiy tinh
6. Ngay nhin miw/ Receiving date  : 17/06/2020 Ngay tra két qua/ Issued date: 26/6/2020
TT/ Chi tiéuw/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chudn/
No. Parameter Unit Result Test method Standard
1 [Mau sac TCU <5,0 SWEWW 2120C - 15
2017
2 |Miivi - Khéng co mui, vi la Cam guan Khong co mii, vi
- la
3 |P6 duc (M NTU 02 SMEWW 2130 B-2017 2
4 [pH(®) - 7,06 (22,8°C) TCVN 6492:2011 6,0-8,5
5 |Arsen (*) mg/l Khang phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
Clor dir mg/l 0.4 Po tai hién truong 02-10
Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) <3
E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1

Phu trich phong thir nghi¢m ANH.PAO TRUNG TAM

Officer in charge of laboratory
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SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
511 GANTHOGITY- GENTER FOR DISEASE CONTROL AND PREVENTION

Y1 . !H:N i:ﬁ ITN1-1'|;EJ¢:| .
PEN | vy Oz, | 0 e L—
Ma 56 m%‘-;gi’“;ﬁ%ﬁ?ﬂ?:.....F'.l.u,_t_,ﬁ.u' —KET QU A THU NGHIEM
7L BT S — TEST REPORT
1. Tén khéch hang/ Customer - TRAM CAP NUGC CO BO
2. Pia chif Address : 4p Théi Hoa, thi trdn Cor Do, huyén C& D6, thanh phé Cin Tho
3. Tén mAw/ Name of sample : NUOC AN UONG (AP THOI HOA, TT. CO PO)
4. S6 hwong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mb ta maw/ Sample description  : Nude chira trong chai nhya co nap van va chai thiy tinh
6. Ngay nhin mau/ Receiving date  : 17/06/2020 Ngay tra két qui/ Issued date : 26/6/2020
T/ Chi tiéw/ Pon vi tinh/ Két qui/ Phuoeng phép/ Tiéu chuan/
No, Parameter Unit Result Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120C - 15
2017
2 M vi - Khong co miri, vi la Cam quan Khong co mui, vi
la
3 D6 duc () NTU 0,63 SMEWW 2130 B-2017 2
4 |pH(®) - 6,72 (21.9°C) TCVN 6492:2011 6,0-85
5 |Arsen (%) mgll < 0,003 TCVN 6626:2000 0,01
6 |Clor du mg/l 05 Po tai hién trwong 02-1,0
7 |Coliforms (*) CFU/100ml 0 I50 9308-2014 (E) <3
8 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1
Phu triich phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory
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SO Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT

TANTHO-CITY —,C;‘f: TER FOR DISEASE CONTROL AND PREVENTION
¥ ;:' -:";.15'1 .".: hJG:: _F:. "'I:: 'I:,I -u-}1 _A;H;._ gﬁﬂd{%
e £ MN: TN-TRC| -
DEN So°...Add e & 115
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M4 56 miw/ Sample Code:
0075 .j‘%quyé’n:......f.L.l...lu.l'.ut : ICET QUA THU NGI’[[EM
1. Tén khdch hang/ Customer : TRAM CAP NUGC €3 PO

2. Dja chi/ Address
3. Tén maw Name of sample

4. 86 lugng/ Quatity
5. M6 ta mAw Sample description

: ap Théi Hoa, thi trin Cor Do, huyén Cér D6, thanh phé Cin Tho
: NUOC AN UONG (SO 12, AP THOT HOA, TT. CO PO)

:1 chai x 2000ml vi 1 chai x 250ml

: Nuée chira trong chai nhya cé nép viin va chai thiy tinh

6. Ngay nhin maw' Receiving date  : 17/06/2020 Ngay tra két qua/ Issued date : 26/6/2020
TT/ Chi tiéw/ Jom vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
Na. Parameter Unit Result Test method Standard
1 [Mau sac TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mii vj - Khéng cé mui, vi la Cam quan [Khong co mi, vi
la
3 |P6 duc () NTU 0,49 SMEWW 2130 B-2017 2
4 [pH(® 5 7,06 (21,9°C) TCVN 6492:2011 60-85
5 |Arsen (*) mg/l Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
Clor du mg/l 0,3 Po tai hién trung 0,2-1,0
Cahfurms (") CFU/100ml 0 IS0 9308-2014 (E) <3
8 |E.coli (%) CFU/100m1 0 1SO 9308-2014 (E) <1
Phu trich phong thir nghiém LA O TRUNG TAM
Officer in charge of Iabamtory of CDC
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2. Thong tin v& mau Foe ghi theo yeu cdu khdch kﬂng K et pham tich chil ed gld irf frén micate thar
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