SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

cone Ty oSN TR G- &y

(TER FOR DISEASE CONTROL AND PREVENTION

A"

DEN Ngay .......

Ma s6 miw/ Samp&ﬁ]ggqe ot
00887.20

S6°. /fS/(J..

LUU DO SO SO ververrrrrens

1. Tén khach hang/ Customer

2. Dia chi/ Address

3. Tén mAw/ Name of sample

4. Sb luong/ Quatity

5. M6 ta mau/ Sample description

............... S B [y
.Z%O m:m 11j
~KET QUA THU NGHIEM
.................. e
: NHA MAY NUGC O MON

: Kim Ddng, phudng Chéu Vin Liém, quin O Moén, thanh ph Can Tho
: NUOC AN UONG (TAI NHA MAY)
:1 chai x 2000ml va 1 chai x 250ml

: Nuéc chira trong chai nhyra ¢6 nép vin va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 15/07/2020 Ngay tra két qua/ Issued date: 24/7/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phwong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Mau séc TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mui vi - Khéng ¢6 miii, vi la Cam quan Khong c¢6 mui, vi
la
3 |Dd duc (*) NTU 0,40 SMEWW 2130 B-2017 2
4 [pHE - 6,65 (25,1°C) TCVN 6492:2011 6,0-85
5 |Clor duw mg/l 0,5 Do tai hién treong 02-1,0
6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1
Phu trach phong thir nghi¢m LANH PAO TRUNG TAM

Officer in charge of laboratory

(/QWM —

/

Vin Quoc Thanh Thity

",/ TRUNG TAM

/ KIEMSOATBENHTAT )5
THANHPHO'
CANTHO

>

PHO GIAM POC
Lam Hoang Dung

1. (*): Phuong phgp dugc cong nhén phi hop theo ISO/IEC 17025; (1): Két qua dugc thyc hién boi nha théu phu
2. Thong tin vé mdu dugc ghi theo yéu cau khdach hang Két qud phan tich chi cé gid tri trén méu thik
3. Khong dwoc trich, sao 1 phan két qua néu khéng c6 sy dong y ciia Trung tém Kiém sodt bénh tat Thanh phé Cin Tho

4. Két qua dwoc bidu thi < 10 CF Ulg c6 gia tri "Khéng phat hién"

Trang: 1/1

QS6 1 Ngb Pirc K€, phuong Tan An, quan Ninh Kiéu, thinh phé Can Tho
02923 822353; & 02923 753788; D qlcl.ttksbttpct@gmail.com

QLQT.08-1I-BM.04
BH.04(06/2019)



L«A.N LHU L.l 1 X

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

TENTER FOR DISEASE CONTROL AND PREVENTION

. 490 TN1-1TDC
AL SO A2 5
Mi sb maw/ Bl;jN Ngay: Q6 1. e
4 s0 mau/ Sample Code:
0088 é)f%yen ......... AT e mT QUA THU NGHIEM
LUU DO SO SO everreeecrrerenseeeeieeens TESTREPORT
: NHA MAY NUGC O MON

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén miw/ Name of sample

4. Sb luong/ Quatity
5. M6 ta mau/ Sample description

: Kim Ddng, phuong Chau Van Liém, quan O Mon, thanh phé Can Tho
: NUGC AN UONG (183 PUONG 3/2, QUAN O MON)

:1 chai x 2000ml va 1 chai x 250ml
: Nuérc chira trong chai nhua c6 nip van va chai thiy tinh

6. Ngay nhan maw/ Receiving date  : 15/07/2020 Ngay tra két qua/ Issued date: 24/7/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khoéng c6 mui, vi la Cam quan Khéng c6 mui, vi
la

3 |B6 duc (*) NTU 0,44 SMEWW 2130 B-2017 2

4 [pH® P 6,78 (24,4°C) TCVN 6492:2011 6,0-85

5 |[Clor dw mg/l 0,5 Po tai hién treong 02-1,0

6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1

O TRUNG TAM

Phu trach phong thir nghiém
Officer in charge of laboratory

Viin Quéc Thanh Thiy

TRUNG TAM
stomamnw
THANH PHO /F

) g
% - A
GIAM BOC

Lim Hoang Diing

1.(*): Phu'o'ng Phdp duoc cong nhdn phi hop theo ISO/IEC 17025; (1): Két qua duoc thuc hign béi nha thau phu
2. Thong tin vé mdu duoc ghi theo yéu cau khach hang Két qud phan tich chi c6 gid tri trén méu thir
3. Khéng duoc trich, sao 1 phan két qua néu khéng c6 su dong y ciia Trung tdm Kiém sodt bénh tdt Thanh phé Cin Tho

4. Két qua diege bibu thi < 10 CFU/g cé gia tri "Khdng phat hién" Trane: 1/1
Q86 1 Ngo Pirc Ké, phuong Tan An, quin Ninh Kiéu, thanh phé Cin Tho QLQT.OS-ﬁ—BM.O4
T 02923 822353; & 02923 753788; DA glcl.ttksbttpct@gmail.com BH.04(06/2019)



SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

Ngéy:OG{

212000,

TN -TBC
115

N J R FOR DISEASE CONTROL AND PREVENTION

Mé s miw Sample Code: o 1 KT QUA THU N GHIEM
TEST REPORT

00914.20

Luu hd sd sb.

1. Tén khach hang/ Customer
2. Pia chi/ Address
3. Tén maw/ Name of sample

4. Sb luong/ Quatity

5. M6 ta mau/ Sample description

: NHA MAY NUGC O MON
: Kim Pdng, phuong Chau Vin Liém, quan O Mbn, thanh phb Can Tho
: NUOC SINH HOAT

:1 chai x 500ml
: Nuédc chira trong chai thuy tinh

6. Ngay nhan maw/ Receiving date  : 22/07/2020 Ngay tra két qua/ Issued date: 31/7/2020
TT/ Chi tiéw/ on vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (%) CFU/100ml 0 ISO 9308-2014 (E) 0
2 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E) 0
Phu trach phong thir nghiém

Officer in charge of laboratory

e

Vin Quéc Thanh Thiy

LANH PAO TRUNG TAM

1.(*): Phuo'ngphap dugc cong nhén phu hop theo ISO/IEC 17025, (1): Két qua dwge thyc hién boi nha théu phy

2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két qud phan tich chi ¢ gid tri trén méu thir

3. Khong dugec trich, sao 1 phan két qua néu khéng cé sw dong y cia Trung tam Kiém sodt bénh tat Thanh phd Cén Tho
4. Két qud diegc bidu thi < 10 CFU/g co gia tri "Khdong phat hién"

Trang: 1/1

Q56 1 Ngb Dirc Ké, phuong Tan An, quan Ninh Kiéu, thanh phd Cén Tho
T 02923 822353; & 02923 753788; DX qlcl. ttksbttpct@gmail.com

QLQT.08-1I-BM.04

BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

—EANTHOCITY - CENTER FOR DISEASE CONTROL AND PREVENTION
CONGTYCO PHn R:}k 15\ \30‘\) MON e ooy,
. TN -TDC
AL Sé/i.gpt ............... - 115
EN Ngay:06. MLLOZ.QZ..

Ma 6 mw Sampls Code: -, KET QUA THU NGHIEM

00885.20
LUU DO SO SO mvreiverreererseeeeensnensees TESTREPORT
1. Tén khach hang/ Customer : TRAM CAP NUGC THOI LAI
2. Dia chi/ Address - &p Théi Thuan B, thi trin Théi Lai, huyén Théi Lai, thanh phd Cén
Tho
3. Tén mAu/ Name of sample : NUGC AN UONG (TAI NHA MAY)
4. Sb lwong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 ta mau/ Sample description  : Nudc chira trong chai nhya c6 nép van va chai thiy tinh
6. Ngay nhan mau/ Receiving date  : 15/07/2020 Ngay tra két qua/ Issued date: 24/7/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qu&/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Mau sdc TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mui vi - Khoéng c6 mui, vi la Cam quan Khong c6 mui, vi
la
3 |Po duc (*) NTU 0,53 SMEWW 2130 B-2017 2
4 [pH®) , 6,64 (24,3°C) TCVN 6492:2011 6,0-85
5 |Clor dw mg/1 0,5 Do tai hién treong 02-1,0
6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1
Phu trach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

,ZEW//

Viin Qudc Thanh Thiy PHO GIAM POC
Lam Hoang Dung

L. (*): Phuong, phap dugc cong nhén phi hop theo ISO/IEC 17025, (1): Két qua dugc thuc hién boi nha théu phu

2. Théng tin vé mau dwoc ghi theo Yéu cau khach hang; Két 'qud phdn tich chi ¢ gid tri trén méu thir

3. Khong duoc trich, sao 1 phan két qud néu khéng cé su dong y cia Trung tam Kiém sodt bénh tat Thanh phé Cin Tho

4. Két qua duoc biéu thi < 10 CF U/g c6 gia tri "Khong phat hién" Trang: 1/1

@ S6 1 Ngb Birc Ké, phuong Tan An, quéan Ninh Kiéu, thanh phé Cin Tho QLQT.08-1I-BM.04

™ 02923 822353; & 02923 753788; B glcl. ttksbttpct@gmail.com BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

—CAN-THOCITY = CENTER FOR DISEASE CONTROL AND PREVENTION
CONGTY COPHAN CAP NUGC TR HOC-OMON| em,

A% =
AL SO A D KN
DEN Ngéy:.OQ.(KIZQLQ....

Ma sb méw Sample Code: . v 1, KT QUA THU NGHIEM

TN -TDC
115

G
VILAS 770

00886.20
LUU D8 ST SO..vvvevvvseeerenieeriannenns TESTREPORT
1. Tén khéach hang/ Customer : TRAM CAP NUGC THOI LAI
2. Pja chi/ Address : 4p Théi Thuan B, thi trdn Théi Lai, huyén Théi Lai, thinh phd Can
Tho
3. Tén mAw/ Name of sample : NUGC AN UONG (AP THOT THUAN B, TT. THOI LAI)
4. Sb luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : Nudc chira trong chai nhya c6 nép vin va chai thity tinh
6. Ngay nhan maw/ Receiving date  : 15/07/2020 Ngay tra két qua/ Issued date : 24/7/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau séc TCU <5,0 SWEWW 2120 C - 15
2017
2 |Muivi - Khéng c6 mti, vi la Cam quan Khong c6 mui, vi
la
3 |D6 duc (*) NTU 0,38 SMEWW 2130 B-2017 2
4 [pH(Y) - 6,63 (24,5°C) TCVN 6492:2011 6,0-85
5 |Clor dw mg/l 0,4 Do tai hién treong 02-1,0
6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1
Phu trich phong thir nghi¢ém LANH PAO TRUNG TAM

Officer in charge of laboratory

) w&/(/
/

Viin Quoc Thanh Thity

Lam Hoang Dung

1.(*): thmgphap dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hién boi nha théu phu

2. Thong tin vé mau duoc ghi theo yéu cau khdch hang Két ‘qud phén tich chi c6 gid tri trén mdu thik

3. Khong dugc trich, sao 1 phan két qua néu khong cé sw dong y ciia Trung tdm Kiém sodt bénh tdt Thanh phé Can Tho

4. Két qua dwoc bidu thi < 10 CFU/g c6 gid tri "Khéng phat hién" Trang: 1/1

Q86 1 Ngb Dirc Ké, phudng Tan An, quan Ninh Kiéu, thanh ph6 Can Tho QLQT.08-II-BM.04
™ 02923 822353; & 02923 753788; B glcl. ttksbtipct@gmail.com BH.04(06/2019)



Ma sb miu/ Sample Code: 1), KT QUA THU NGHIEM
LUU DO ST SO eerrereeeerereeesseenenia TEST REPORT
: TRAM CAP NUGC THOI LAI

1. Tén khach hang/ Customer
2. Pia chi/ Address

3. Tén maw/ Name of sample

4. S6 lugng/ Quatity
5. Mb ta maw/ Sample description

ANTHO CITY - CEN
”ONGTYCO PHAN CAP NUOC TRA NOC- G MON

AZ SO A .
DEN Ngay: G/ IkLo20...

Tho

D

: NUOC SINH HOAT

:1 chai x 500ml
: Nudc chira trong chai thuy tinh

SG Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
ER FOR DISEASE CONTROL AND PREVENTION

TN -TDC
115

: &p Théi Thuén B, thi trdn Théi Lai, huyén Théi Lai, thanh phé Cin

6. Ngay nhan maw/ Receiving date . : 22/07/2020 Ngay tra két qué/ Issued date: 31/7/2020
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) 0
2 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E) 0
Phu trach phong thi¢ nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

/

Vein Quéc Thanh Thity

On behalf of CDC

pHO GIAM pOC
Lam Hoang Dung

1.(*): Phu'ngphap dwgc cong nhén phit hop theo ISO/IEC 17025, (1): Két qua dugc thyc hién boi nha thdu phu

2. Thong tin vé mau dwoc ghi theo yéu cau khdch hang; Két qua phan tich chi co gid tri trén mdu thir

3. Khong dwoc trich, sao 1 phan két qua néu khong cé sw dong y cia T rung tam Kiém sodt bénh tdt Thanh phd Cin Tho
4. Két quad degc bidu thi < 10 CFU/g co gid tri "Khong phat hién”

Trang: 1/1

9 S6 1 Ngb Pirc Ké, phudng Tan An, quan Ninh Kiéu, thanh phé Cin Tho
7 02923 822353; & 02923 753788; X glcl. ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

—CANTHOCITFY—=CENTER FOR DISEASE CONTROL AND PREVENTION
CONGTYCOPHAN CAPNUOC TRANDC-OMON] o, oo
TN -TBC
A2 S A, 15
M 56 miu/ Samul }%EdN Ngay:.Q6.[£]202.0, % - R
a SO mai ample CoO
00883.212’ Chuyecn ..... ’[C{(,u'u ........ KET QUA THU NGHIEM
LUU DO ST SO TEST REPORT

1. Tén khéch hang/ Customer : TRAM CAP NUGC CO PO
2. Pia chi/ Address - &p Théi Hoa, thi trdn Co D6, huyén Co P, thanh phd Can Tho
3. Tén mAu/ Name of sample : NUOC AN UONG

4. S6 lugng/ Quatity
5. M6 ta mau/ Sample description

:1 chai x 2000ml va 1 chai x 250ml
: Nué6c chira trong chai nhya c6 nép vin va chai thiy tinh

6. Ngay nhan maw/ Receiving date  : 15/07/2020 Ngay tra két qua/ Issued date: 24/7/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phéap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120 C - 15
2017
2 |Muivi - Khoéng c6 muii, vi la Cam quan Khong c6 mui, vi
la
3 |bo duc (¥ NTU 0,89 SMEWW 2130 B-2017 2
4 [pH(*) - 6,62 (24,3°C) TCVN 6492:2011 6,0-85
5 |Arsen (¥) mg/l Khoéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
Clor dw mg/1 0,5 Do tai hién treong 02-1,0
Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1
Phu trach phong thir nghiém LANHBAO TRUNG TAM

Officer in charge of laboratory

v

Vin Qué’c Thanh ﬂllzy

i (/

PHO GIAM BOC
Lam Hoang Ding

1. (*): Phwong phdp dugc cong nhén phu hop theo ISO/IEC 17025; (1): Két qua dugc thyc hién boi nha thdu phu
2. Théng tin vé mau dwoc ghi theo Yéu cau khach hang; Két ‘qud phan tich chi c6 gid tri trén méu thic
3. Khong dwoc trich, sao 1 phan két qud néu khong co sw dong y ciia Trung tam Kiém sodt bénh tat Thanh phd Can Tho
4. Két qua dieoc biéu thi < 10 CFU/g cd gid tri "Khéng phdt hién"

Trang: 1/1

QS6 1 Ngo Pirc Ké, phuong Tan An, quin Ninh Kiéu, thanh phé Cin Tho
& 02923 822353; & 02923 753788; DA glcl.ttksbttpct@gmail.com

QLQT.08-I1-BM.04

BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

. CAN
CONGTY CO PHAN

M4 sb mAu/ Sam
00884.2

Luu ho s

DEV Ngay: 06.[¥'12040. . S ~
lghuyen....._f’lu Wily.... KET QUA THU NGHIEM

S(), ..................................

x{)lkun “GENTER FOR DISEASE CONTROL AND PREVENTION
TN -TDC
115

TEST REPORT

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén maw/ Name of sample

4. S6 luong/ Quatity

5. M ta maw/ Sample description

: TRAM CAP NUGC €O bO

: 4p Théi Hoa, thi trdn Co Do, huyén Co D6, thanh phd Can Tho
: NUOC AN UONG (AP THOI HOA, TT. CO PO)

:1 ¢ hai x 2000ml va 1 chai x 250ml

: Nuéc chira trong chai nhua c6 nép vin va chai thiy tinh

6. Ngay nhan maw/ Receiving date  : 15/07/2020 Ngay tra két qué/ Issued date: 24/7/2020
TT/ Chi tiew/ Don vi tinh/ Két qua/ Phuong phéap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120C - 15
2017

2 |Muivi - Khéng c6 mui, vi la Cam quan Khong c6 mui, vi

la

3 |Do duc (¥ NTU 0,98 SMEWW 2130 B-2017 2

4 |pH(*) - 6,54 (23,4°C) TCVN 6492:2011 6,0-8,5

5 |Arsen (*) mg/1 Khoéng phat hién TCVN 6626:2000 0,01

(MLOD = 0,001)

6 |Clor du meg/l 0,4 | Po tai hién truong 02-1,0
Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

LANH })AO TRUNG TAM

Phu trach phong thir nghiém
Officer in charge of laboratory

—hw "

/

Viin Quéc Thanh Thiy

HIANH PH()
CANTHO

PHO GIAMPOC
Lam Hoang Dung

1.(*): Phuo'ngphap dugc cong nhdn phi hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hién boi nha théu phy
2. Thong tin vé mau dugc ghi theo yéu cau khach hang; Két qud phan tich chi c6 gia tri trén méu thir
3. Khong dwoc trich, sao 1 phan két qua néu khéng cé su dongy cua Trung tdm Kiém sodt bénh tat Thanh phé Can Tho
4. Két qua dweoc bidu thi < 10 CFU/g c6 gid tri "Khéng phdt hién”

Trang: 1/1

9 S6 1 Ngé Pirc Ké, phuong Tan An, quan Ninh Kiéu, thanh phé Can Tho
02923 822353; & 02923 753788; X glcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04(06/2019)



SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CANTHOCITY - u:N TER FOR DISEASE CONTROL AND PREVENTION
CONGTY 0O PHAN CAP NUOC TRA NOC-OMON] oy, oy
P T L G—
e EN Ngay:06/&/2020 5 % _
S G AT .. Kli,’[ QUA THU NGHIEM

TN -TBC
115

s
VILAS 770

00915.20
LUL DO SO SO TEST REPORT

1. Tén khéch hang/ Customer : TRAM CAP NUGC €O PO
2. Pia chi/ Address : e"lp Théi Hoa, thi trdn Co D9, huyén Co Do, thanh phé Can Tho
3. Tén mAau/ Name of sample : NUOC SINH HOAT
4. S6 luong/ Quatity :1 chai x 500ml
5. Mb ta maw/ Sample description  : Nu6c chira trong chai thiy tinh
6. Ngay nhan maw/ Receiving date  : 22/07/2020 Ngay tra két qué/ Issued date: 31/7/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) 0

2 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E) 0

Phu trich phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory M-k

M

Viin Qudc Thanh Thity

pHO G1IAM POC
LAm Hoang Dung

1. (*): Phu'o'ngphap duoc cong nhdn phu hop theo ISO/IEC 17025; (1): Két qua dugc thuc hign boi nha théu phu
2. Thong tin vé mau diwgc ghi theo yéu cdu khdch hang; Két ‘qud phan tich chi c6 gid tri trén méu thir
3. Khong dwoc trich, sao 1 phén két qué néu khéng cé sw dong y cia Trung tam Kiém sodt bénh tt Thanh phé Can Tho

4. Két qua dwoc biéu thi < 10 CFU/g ¢6 gid tri "Khéng phdt hién” Tyangs 471
Q86 1 Ngo Pirc K&, phuong Tan An, quan Ninh Kiéu, thanh phé Can Tho QLQT.08-II-BM.04
T 02923 822353; & 02923 753788; X glcl.ttksbttpct@gmail.com BH.04(06/2019)



