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1. Tén khéch hang/ Customer . TRAM CAP NUGC €0 PO
2. Dia chi/ Address . &ip Thoi Hoa, thi tron Co D6, huyén Co Do, thanh phé Cén Tho
3. Tén miw Name of sample . NUOC AN UONG (TAI NHA MAY)
4., Sé luong/ Quatity 1 chai x 2000ml va 1 chai x 250m|
5. Mb ta maw Sample description . Nudc chira trong chai nhya cé ndp vin va chai thiy tinh
6. Ngay nhan maw/ Receiving date  :12/08/2020 Ngay tré két qua/ Issued date : 21/8/2020
TT/ Chi tiéw/ on vi tinh/ Két qua/ Phuong phap/ Tiéu chudn/
Nao. Parameter Unit Result Test method Standard
1 [Mau sac TCU 5,4 SWEWW 2120C - 15
2017
2 |Mi vi - Khéng co mii, vi la Cam quan [Khong cé mii, vi
la
3 |Dd duc (%) NTU 0,69 SMEWW 2130 B-2017 2
4 [pH(®) - 6,52 (22,1°C) TCVN 6492:2011 6,0-85
5 |Ham lugng Arsen (%) mg/l Khéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
Clor dw mg/] 0,5 Do tai hién trieimg 02-10
Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) <3
E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1
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1. Tén khach hang/ Customer . TRAM CAP NUGC €O PO
2. Pia chi/ Address . 4ip Théi Hoa, thi trin Co Do, huygn C& Do, thanh phé Cén Tho
3. Tén miw Name of sample . NUGC AN UONG (56 2, AP THOI HOA, TT. CO PO)
4. 86 lwong/ Quatity -1 chai x 2000m] va 1 chai x 250ml
5 Mb ta maw Sample description  : Nude chira trong chai nhya c6 nép vin va chai thiy tinh
6. Ngay nhén mau/ Receiving date 12/08/2020 Nigay tra két qui/ Issued date : 21/8/2020
TT/ Chi tiéw/ on vj tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Mau sic TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mii vi - Khéng cb mi, vi la Cam guan [Khong c6 mi, vi
la
3 |DPd duc (*) NTU 0,83 SMEWW 2130 B-2017 2
4 [pH( - 6,52 (22,3°C) TCVN 6492:2011 6,0 - 8,5
5 |Ham heong Arsen (*) mg/l Khong phathien | TCVN 6626:2000 0,01
(MLOD = 0,001)
6 |Clor du mg/l 0,4 Do tai hién triromg 02-1,0
7 |Coliforms (*) CFU/100ml 0 15O 9308-2014 (E) <3
8 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1
Phy triich phong thir nghi¢m LANH PAO TRUNG TAM
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L. [*): Phurong phdp dine edng nhdn phit hop theo ISQTEC 17025; (1): Kt qua dwngre thyee hin bt nhd phudse plty
2. Thing tin vié mdu dwpe ghi theo ?Mﬂ edu khdch hang; Keét qui phin tich chi oo gid ivi trén mau thi
3. Khing dwpc trich, sao 1 phdn ket qud néu khdng o s ding ¥ cuia Trung tim Kiém sodt bénh it Thank phil Céan The
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M b i/ Sample G, AT KET QUA THU NGHIEM

01047.2

TEST REPORT

1. Tén khéach hang/ Customer
2. Dia chi/ Address
3. Tén méw Name of sample

4. S6 lugng/ Quatity
5. M6 ta mAw Sample description

: TRAM CAP NUGC €0 PO
- ap Théi Hoa, thi trdn Co Do, huyén C& Do, thanh pho Cén Tho

. NUGC AN UONG (AP THOI THUAN, TT. CO DO)

1 chai x 2000ml va 1 chai x 250ml
. Nude chira trong chai nhua ¢ nap vin va chai thiy tinh

6. Ngay nhén maw Receiving date  : 12/08/2020 Ngay tra két qui/ Issued date : 21/8/2020
TT/ Chi tiéw/ vi tinh/ Két qua/ Phuong phap/ Tiéu chuin/
No. Parameter Uit Result Test method Standard
1 [Mau sac TCU <5,0 SWEWW 2120C - 15
2017
2 M vi - Khéng c6 mi, vi la Cam gquan Khéng c6 mui, vi
la
3 |P6 duc () NTU 0,70 SMEWW 2130 B-2017 2
pH (%) - 6,50 (22,1°C) TCVN 6492:2011 6,0 - 8,5
Ham hrong Arsen (*) mg/l Khong phat hien | TCVN 6626:2000 0,01
(MLOD = 0,001)
6 |Clor duw mg/l 0,3 Po tai hién trieong 02-10
7 |Coliforms {*) CFU/100ml 0 150 9308-2014 (E) <3
8 |E.coli(*) CFU/100ml 0 1SO 9308-2014 (E) <1
Phu trach phong thir nghi¢m LANH PAO TRUNG TAM

Officer in charge of laboratory
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1. Tén khach hang/ Customer

2. Pia chi/ Address

3. Tén mAw/ Name of sample

4. S& Twong/ Quatity

5. M ta maw/ Sample description
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TEST REPORT

. TRAM CAP NUGC THOI LAI

T QUA THU NGHIEM

. ip Théi Thugn B, thi trdn Théi Lai, huyén Théi Lai, thanh phé Cin

Thao

. NUGC AN UONG (TAI NHA MAY)

-1 chai x 2000m] va 1 chai x 250ml

. Nuée chira trong chai nhua c6 ndp véin va chai thuy tinh

6. Ngay nhin mau/ Receiving date  :12/08/2020 Ngay tra két qua/ Issued date: 21/8/2020
TT/ Chi tiéw [Bon vi tink/ Két qua/ Phwong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau séc TCU 11,2 SWEWW 2120C - 15
2017
2 | vi - Khéng o6 mili, vi la Cam quan [Khong c6 miti, vi
la
3 [DPé duc (*) NTU 0,49 SMEWW 2130 B-2017 2
4 [pH(® - 6,64 (22,2°C) TCVN 6492:2011 6,0 - 8,5
5 |Clor du mg/l 0,5 Do tai hién trudmg 0,2-1,0
6 |Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) <3
7 |E.coli (%) CFU/100ml 0 1SO 9308-2014 (E) <1
Phuy trich phong thir nghi¢m LANH PAO TRUNG TAM
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Fryp theo ISQVTEC 1T025; (1): Két qud diegre ehne hign bat nhd theine gl
khdich hang; Két gquat phin tich chi ¢
3. Khing dinre trich, sao | phan k& qua ned khdng co swr dong § cua Trung tdm
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rae TEST REPORT
1. Tén khach hang/ Customer - TRAM CAP NUGC THOI LAI
2. Dia chi/ Address - &p Théi Thuén B, thi tran Théi Lai, huyén Théi Lai, thanh phd Can
Tho
3. Tén miw Name of sample . NUOC AN UONG (AP THOI THUAN B, TT. THOI LAD)
4. S6 lugng/ Quatity 1 chai x 2000ml va 1 chai x 250ml
5. M ta miu/ Sample description  : Nuoc chira trong chai nhya ¢6 nép van vé chai thiy tinh
6. Ngdy nhén mau/ Receiving date = 12/08/2020 Ngay tra két qua/ Issued date: 21/8/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phwong phap/ Tiéu chuin/
No. Parameter Unit Result Test method Standard
1 [Mau séc TCU 8,5 SWEWW 2120 C - 15
2017
2 M vi - Khéng c6 mii, vi la Cam quan Khong ¢ miii, vi
la
3 Db duc (¥) NTU 0,46 SMEWW 2130 B-2017 2
1 [pH(" - 6,62 (21,5°C) TCVN 6492:2011 6,0-8,5
5 |Clor du mg/l 0,4 Po tai hién trieomg 02-10
6 |Coliforms (") CFU/100ml 0 ISO 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1
Phu triich phong thir nghi¢m LANH PAO TRUNG TAM
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1. (*): Plnamg pheg diegc cing u.‘rgnp&u hop thea ISOIEC 1T025; (1): Két gl dungre: phene Rig m duii ik phciee phvu
2. Théng tin v mdu dwge ghi theo véu caw mgc.ir hang: Két it phdn tch chi b gid trf trén mau thit

1. Khdng dupe irich, sao 1 phdn kel qued nen .Umng m _-.y-d'mr:s; 1- c-m: Trung tdm Kiém sadt bink rdr Think phd Cén The /1
Trang: |




SO Y TE THANH PHO CAN THO
G TAM KIEM SOAT BENH TAT
R FOR DISEASE CONTROL AND PREVENTION

- T P I Yy .
DEN ygyaqjabe2o.. o |
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— TEST REPORT
1. Tén khéch hang/ Customer . TRAM CAP NUGC THOT LAI
2. Dia chi/ Address . &p Théi Thugn B, thi tran Théi Lai, huyén Théi Lai, thanh phé Can
Tho
3. Tén maw Name of sample . NUGC AN UONG (AP THOT KHANH, XA TAN THANH, TT.
THOI LAD
4. 86 luong/ Quatity -1 chai x 2000m] va 1 chai x 250ml
5. M ta maw/ Sample description  : NuGc chira trong chai nhya c6 ndp van va chai thiy tinh
6. Ngay nhan mAuw/ Receiving date 12/08/2020 Ngay tra két qua/ Issued date: 2 1/8/2020
TT/ Chi tiew/ [Don vi tinh/ Két qua/ Phuong phép/ Tiéu chudn/
No. Parameter Unit Result Test method Standard
1 |[Mau sic TCU 6,9 SWEWW 2120 C - 15
2017
2 M vi - Khéng c6 mi, vi la Cam quan Khéng co mui, Vi
la
3 |D6 duc (¥ NTU 0,29 SMEWW 2130 B-2017 5
4 [pH (%) - 6,60 (22,1°C) TCVN 6492:2011 6,0-85
5 |Clor du mg/1 0,4 Po tai hién truomg 0,2-10
6 |Coliforms (*) CFU/100ml 0 15O 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 15O 9308-2014 (E) <1
Phu tréich phong thir nghigm LANH PAO TRUNG TAM

Officer in charge of laboratory
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1. (*): Phwomg phap diepe cong mhin phil hop theo ISOVIEC 17025; (1): Két qud diwgre thyre fién B phee ihdve ple
2. Thiirg tin vé maw diege ghi ::h:m- yéu cdu dehdch hdng: Kéi qud phin tich chi o gid i trén mdu ther :
1 Khine duwoc trich, sac [ phan kit qud new hing c6 s ding ¥ cua Trumg idm Kiem sodt bénk it Thanh ph Cen The
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TEST REPORT
1. Tén khéach hang/ Customer . NHA MAY NUGC TRANOC
2. Dia chi/ Address . 12A KCN Tra Néc 2, phudmg Phude Théi, quan O Mén, thanh phé
Cén Tho
3. Tén maw Name of sample . NUGC AN UONG (TAI NHA MAY)
4. Sb lwong/ Quatity -1 chai x 2000ml va 1 chai x 250ml
5. Mo ta mau/ Sample description  : Nuéc chia trong chai nhya c6 néip van va chai thiy tinh
6. Ngay nhin miw Receiving date  : 12/08/2020 Ngay tra két qua/ Issued date: 21/8/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qud/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau sic TCU <5,0 SWEWW 2120C - 15
2017
2 |Mii vi . Khéng c6 mii, vi la Cam quan Khéng c6 miti, vi
la
3 [Po duc (*) NTU 0,65 SMEWW 2130 B-2017 2
4 [pH (") - 6,53 (22,4°C) TCVN 6492:2011 6,0-85
5 |Clor dur mg/l 0,6 Plo tai hién truong 0,2-10
6 |Coliforms(*) CFU/100ml 0 1SO 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 15O 9308-2014 (E) <1
Phu trich phong thir nghi¢m LANH PAO TRUNG TAM

Officer in charge of laboralory
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1. Tén khach hang/ Customer
2. Pia chi/ Address
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Cén Tho

3. Tén miw Name of sample

4. 86 lwong/ Quatity
5. Mo ta maw/ Sample description

G TAM KIEM SOAT BENH TAT
ER FOR DISEASE CONTROL AND PREVENTION
I - |

TEST REPORT
. NHA MAY NUGC TRA NOC
. 12A KCN Tra Néc 2, phuomg Phude Thoi, quin O Maén, thanh phé

. NUGC AN UONG (13/6 NGUYEN CHI THANH, P. TRA NOCQ)

-1 chai x 2000ml va 1 ¢ hai x 250ml
- Nudc chira trong chai nhya cé nip van va chai thiy tinh

6. Ngay nhin maw/ Receiving date 12/08/2020 Ngiy tra két qué/ Issued date : 21/8/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phéap/ Tiéu chudn/
No. Parameter Unit Result Test method Standard
1 [Mau sédc TCU <5,0 SWEWW 2120C - 15
2017
2 |Miivi - Khéng c6 miti, vi la Cam quan Khong cd mii, vi
la
3 |D6 duc () NTU 0,50 SMEWW 2130 B-2017 2
4 [pH(®) - 6,52 (224°C) TCVN 6492:2011 6,0 -8,5
5 |Clor dw mg/l 0,5 Po tai hién treong 02-1,0
6 |Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) <3
7 \E.coli (%) CFU/100ml 0 1SO 9308-2014 (E) <1
Phuy trich phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory
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1. (*): Plhuromg phdp dege
2. Thing tin ve mdu dwgc 2
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hi thew yéu cilu Rk hing: Ket qud phdn tich chi
3. Khdng dwgre trich, sao | phin ket qud néu khing ci sy ding ¥ e Trung tdm
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Ma sb miu/ Sample/Code: PRI WU IR

QUA THU NGHIEM

01050.29 15 5055
- TEST REPORT
1. Tén khéch hang/ Customer . NHA MAY NUGC TRA NOC
2. Dia chi/ Address - 124 KCN Tra Néc 2, phudng Phude Théi, quin O Mon, thinh pho
Cén Tho
3. Tén méiw/ Name of sample . NUGC AN UONG (24A, NGUYEN CHI THANH, P. TRA NOO)
4. S6 wgng/ Quatity 1 chai x 2000ml va 1 chai x 250ml
5. Mo & miw Sample description  : Nude chira trong chai nhua cd ndip viin va chai thiy tinh
6. Ngay nhén mau/ Receiving date  : 12/08/2020 Ngay tra két qui/ Issued date: 21/8/2020
TT/ Chi tiéw/ [Pon vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau sic TCU <5,0 SWEWW 2120C - 15
2017
2 |Mui vi - Khéng c6 mit, vila Cam quan [Khéng c6 mili, vi
la
3 |P6 duc (%) NTU 0,56 SMEWW 2130 B-2017 2
4 [pH () - 6,51 (22,7°C) TCVN 6492:2011 6,0-85
5 |Clor du mg/l 0,4 Po tai hién truetmg 0,2-10
6 |Coliforms (*) CFU/100ml 0 15O 9308-2014 (E) <3
7 |E.coli () CFU/100ml 0 1SO 9308-2014 (E) <1
Phu tréich phong thir nghi¢m LANH DAO TRUNG TAM
Officer in charge of laboratory half of CDC
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1. (*): Phuromg phip dege cong nhgn phi hgp theo ISOIEC 1 7025; (1): Kér qui dhege thyre hign Bai wh thifu phe

2. Thing tin vé midu dirge ghi thea yéu i bhgich hang: Kt qud phdn tich chi co id (i trén midi thir

1. Khdne dwe trich, sac 1 phan ket quid niéu khing o sy ding ¥ ciia Trung tém Kiem sodt bénh ide Thamh ghic Caan The
o Zgimoasees  am § F. N &S Tramg: 1/





