SO Y TE THANH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

.
LONGTY O PHA 1 ﬁ" NXCTR

THO ((Ll Y - CENTER FOR DISEASE CONTROL AND PREVENTION

Dok
St  |TN-TBC
AL 0 .................. KN BT 115
. DFN ngayQZQ..lQ.XM . , ~
Masomiu Snple Gt wu....... KET QUA THU NGHIEM
LUU DO SO SO v, TEST REPORT
1. Tén khach hang/ Customer : NHA MAY NUGC TRA NOC

2. DPia chi/ Address

3. Tén maw/ Name of sample
4. S6 luong/ Quatity

5. Mo ta maw/ Sample description

: 12A KCN Tra Néc 2, phudng Phude Théi, quan O Mbn, thanh phd
Can Tho

: NUOC AN UONG (TAI NHA MAY)

:1 chai x 2000ml va 1 hai x 250ml

: Nudc chira trong chai nhua va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 06/10/2020 Ngay tra két qua/ Issued date: 15/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 [Mui vi - Khéng c¢é mui, vi la Cam quan Khéng c6 mui, vi
la

3 |P6 duc (*) NTU 0,46 SMEWW 2130 B-2017 2

4 [pH(*) - 6,91 (23,8°C) TCVN 6492:2011 6,0-85

5 |Clor duw mg/l 0,5 Do tai hién treong 02-1,0

6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1

Phu trach phong thir nghiém
Officer in charge of laboratory

\ 7
%w

Vi Qudc Thanh Thily

LANH PAO TRUNG TAM
On behalf of CDC

THANHPHO 171]
CANTHO

//’x"'l
b GIAMPOC

PH
Lam Hoang Dung

1. (*): thmg phap dugc cong nhén phi hop theo ISO/IEC 17025, (1): Két qua duoc thuc hién boi nha thiu phu
2. Théng tin vé mau duoc ghi theo yéu cdu khdch hang Két qua phan tich chi cé gid tr trén méu thir
3. Khong dwoc trich, sao 1 phan két qué néu khéng cé su dong y cia Trung tém Kiém sodt bénh tat Thanh phé Can Tho

4. Két qua duoc bidu thi < 10 CFU/g c6 gid tri "Khéng phat hién" Trang: 1/1
9sé1 Ngb Puc Ké, phudng Tan An, quan Ninh Kiéu, thanh phé Cén Tho QLQT.08-II-BM.04
T 02923 822353; & 02923 753788; I glcl. ttksbttpct@gmail.com BH.04(06/2019)




SO Y TE THANH PHO CAN THO
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M s6 mAu/ Sample Code:

TRUNG TAM KIEM SOAT BENH TAT
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01465.20nuyén: A

Luu ho 50 80.....

EmR

115

T QUA THU NGHIEM
TEST REPORT

1. Tén khéach hang/ Customer : NHA MAY NUGC TRA NOC
2. Dia chi/ Address - 12A KCN Tra Néc 2, phudng Phude Thoi, quan O Mén, thanh phd
Can Tho

3. Tén maw/ Name of sample
4. Sb luong/ Quatity

5. M6 ta mau/ Sample description

- NUOC AN UONG (SO 9, NGUYEN CHI THANH, BINH THUY)
-1 chai x 2000ml va 1 chai x 250ml

: Nudc chira trong chai nhya va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 06/10/2020 Ngay tra két qua/ Issued date : 15/10/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phéap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khong c6 mui, vi la Cam quan Khong c6 mui, vi
la

3 |D6 duc (¥) NTU 0,34 SMEWW 2130 B-2017 2

4 [pH(*) - 7,12 (24,6°C) TCVN 6492:2011 6,0-85

5 |Clor duw mg/l 0,4 Do tai hién truong 02-1,0

6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1

Phu triach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

«%\&%/

“PHO GIAM POC

« Oudc Thanh Thi -
Vin Quoc Tha ) Lam Hoang Dung

1. (*): Phuong, phap duoc cong nhin phu hop theo ISO/IEC 17025, (1): Két qua duoc thyc hién boi nha thau phu
2. Thong tin vé mau duegc ghi theo yéu cau khach hang Két qud phan tich chi cé gid tri trén mau thir
3. Khéng duoc trich, sao 1 phan két qua néu khéng c6 sw dong y cia Trung tam Kiém sodt bénh tt Thanh phé Can Tho

4. Két qua dweoc biéu thi < 10 CFU/g c6 gid tri "Khdng phdt hién" Trang: | /1
Q S6 1 Ngb Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh ph6 Cin Tho QLQT.08-1I-BM.04
= 02923 822353; & 02923 753788; X glcl.ttksbttpct@gmail.com BH.04(06/2019)



\,,Am THOCITY - G
CONGTY COPHAN CAP NI F“}C'HNW uw

PEN Ngayow 11012010

M3 sb mau/ Sample Code:
0146627Chuyen N ..

Luu ho so LYo JOURTTTTOUTUUOPRORUPOPORY

1. Tén khach hang/ Customer
2. Pia chi/ Address

Cén Tho
3. Tén maw/ Name of sample
4. Sb luong/ Quatity
5. Mb ta mau/ Sample description

SO Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
ER FOR DISEASE CONTROL AND PREVENTION

TN -TDC
115

ST
VILAS 770

_ KET QUA THU NGHIEM
TEST REPORT
: NHA MAY NUGC TRA NOC

: 12A KCN Tra Noéc 2, phuong Phude Thai, quan O Mon, thanh phé

: NUOC AN UONG (66, NGUYEN CHIf THANH, BINH THUY)
:1 chai x 2000ml va 1 chai x 250ml
: Nudce chira trong chai nhya va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 06/10/2020 Ngay tra két qua/ Issued date: 15/ 10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 [Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khong cé mui, vi la Cam quan Khéng c6 mui, vi
la

3 |bo duc (*) NTU 0,34 SMEWW 2130 B-2017 2

4 [pH(*) - 6,61 (24,1°C) TCVN 6492:2011 6,0-85

5 |Clor du mg/l 0,4 Do tai hién treong 02-1,0

6 |Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

Phu trach phong thir nghiém LANH DAO TRUNG TAM

Officer in charge of laboratory

/]

Vin Quétc Thanh Thiy

THANH PHO
\ CANTHO ,

PHO GIAM pOC

Lam Hoang Dung

1 (*): Phuangphap duoc cong nhdn phu hop theo ISO/IEC 17025; (1): Két qua dugc thuc hién boi nha thdu phu
2. Théng tin vé mau duoc ghi theo yéu cau khach hang Két qua phan tich chi cd gid tri trén mau thir
3. Khong dwoc trich, sao 1 phan két qua néu khong cé sw dong y ciia Trung tam Kiém sodt bénh tat Thanh phé Can Tho

4. Két qua dicgc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién" Trang: 1/1
Q Sb 1 Ngo Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh ph6 Cén Tho QLQT.08-II-BM.04
R 02923 822353; & 02923 753788; DA glcl.ttksbttpct@gmail.com BH.04(06/2019)




SO Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
FY -,CENTER FOR DISEASE CONTROL AND PREVENTION

M3 s6 mauw/ ¢

DEN

mnp}@”rCQd@..mu...Mu ..........

TN-TDC
115

ET QUA THU NGHIEM

014678006 5656 TEST REPORT
1. Tén khach hang/ Customer NHA MAY NUGC TRA NOC
2. bia chi/ Address 12A KCN Tra Néc 2, phuong Phuéc Théi, quin O Mén, thanh
phd Can Tho
3. Tén maw/ Name of sampple NUOC SINH HOAT

4. S6 luong/ Quatity

5. M6 ta mAw/ Sample description

2 binh x 5000ml va 1 chai x 1000ml
Nudc chira trong chai nhya c¢6 ndp vin va chai thiy tinh

6. Ngay nhan maw/ Receiving date 06/10/2020 Ngay tra két qui/ Issued date 16/10/2020
TT/ Chi tiéw/ Pon vi Két qua/ Phuong phap/ Tiéu chuin/
No. Parameter tinh/ Unit Result Test method Standard
Tu cdu vang SMEWW
I | (Staphylococcus aureusy | CFV/ 100mL 0 9213B:2012 <1
Truc khuén mu xanh ISO 16266:2006
2 (Ps. Aeruginosa) CFU/ KGmT. ¢ (E) <1 /%\;
L
. . / (K
3 | Amoni (NH; va NH;' tinh 0,26 EPA-350.2 - 1997 03 M\H
mg/L ,3
theo N)
Khong phét hién N
4 | Antimon (Sb) mg/L (MLOgDP= 0,002) SMEWW 3113 B 0,02
5 | Bari (1) mg/L 0,03 EPA Method 200.7 0,7
Borat va axit Boric (B) (MLOD = 0,020) B ’
) Khong phat hién
7 Cadmi (Cd) mg/L (MLOD=0,0002) SMEWW 3113 B 0,003
Khoéng phét hién
8 | Chi (Plumbum) (Pb) mg/L (MLODp= 0,002) | SMEWW 3113 B 0,01
Khong phéat hién | SMEWW 4500 CI” 5
10| Chloride (CI) (1) mg/L (MDL = 4.0) B 230 (bode
> 300)
Khong phat hién
11 | Ham Iuong (Cr) m/L (MLOgDp= 0.002) | SMEWW 3113 B 0,05
1.(*): Phuo’ng phap dugc cong nhdn phi hop theo ISO/IEC 17025; (1): Kért qua duoc thuc hién boi nha thdu phu
2. Thong tin vé mau dugc ghi theo Yéu cau khach hang Két qud phdn tich chi cd gid tri trén méu thir
3. Khong dugc trich, sao 1 phan két qua néu khéng cé su dong y ciia Tr rung tim Kiém sodt bénh tt Thonh phé Cin Tho Trang: 1/7

4. Két qua duoc bidu thi < 10 CFU/g cd gid tri "Khéng phat hzgn

9S6 1 Ngb Puc K&, phudng Tan An, quan Ninh Kiéu, thanh ph6 Cin Tho
® 02923 822353; & 02923 753788; DX glcl ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04(06/2019)



M3 s6 mau/ Sample Code

01467.20
N Khong phét hién
12 | Pdng (Cu) mg/L (MLOD =0,020) | SMEWW3111B 1
13 | D cimg (*) mg/L 59,0 SMEWW 2340 C 300
Khong phat hién | SMEWW 4500 F~
14 | Fluor (F) mg/L (MLOD = 0,03) D 1,5
. Khoéng phét hién
15 | Kém (Zn) mg/L (MLOD = 0,025) SMEWW 3111 B 2
16 | Mangan (Mn) mg/L 0,036 SMEWW 3111 B 0.1
17 | Natri (Na) mg/L 6,30 SMEWW 3111 B 200
o SMEWW 3500
18 | Nhém (Aluminium) (Al) mg/L <0,03 AlB 0.2
Khong phat hién
19 | Nickel (Ni) mgL | MLOD=0002) | SMEWW3II3B | 07
20 | Nitrat (NO3) mg/L 1,13 TCVN 6180:1996 2
.. ! Khoéng phat hién SMEWW4500
21 | Nitrit (NOy) (*) mg/L (MLOD = 0,010) NO.-B 0,05
. Khong phat hi¢n SMEWW 3500
22 | Sat (Ferrum) (Fe) mg/L (MLOD = 0,010) Fe B 0,3
Khong phat hién
23 | Seleni (Se) mg/L (MLOgDp= 0.001) | TCYNG6I83:199 | 01
24 | Sunphat mg/L <10,0 EPA - 3754-1997 250
). Khong phét hién SMEWW 4500-
25 Sunfua (S ) mg/L (MLOD = 0’01) S2™D 0,05
. . Khong phét hién
26 | Thiy ngén (Hg) mg/L (MLOD = 0,001) | SMEWW3II2B | 0,001
27 | Tong chit rén hoa tan mg/L 132 SMEWW 2540C 1000
Kho6ng phat hién SMEWW 4500
28 Xyanua (CN) mg/ L (MLOD =0 020) CN"E 0,05
1. (*): Phwong, phap duwgc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua dugc thuc hién boi nha thau phu
2. Théng tin vé mau dugc ghi theo yéu cau khach hang Két ' qud phan tich chi co gid tri trén mdu thik
3. Khéng dugc trich, sao 1 phan két qua néu khéng cé su dong y cua Trung tam Kiém sodt bénh tgt Thanh phé Cén Tho Trang: 2/7

4. Két qua dege biéu thi < 10 CFU/g c6 gid tri "Khong phat hzgn

956 1 Ngb Pirc Ké, phudng Tan An, quén Ninh Kiéu, thanh ph6 Can Tho
™ 02923 822353; & 02923 753788; DX glcl. ttksbttpct@gmail.com

QLQT.08-1I-BM.04

BH.04(06/2019)



SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

TN -TDC
ey 115
Ma s6 miw Sample Code KET QUA THU NGHIEM
01467.20 ‘
TEST REPORT
) Khong phat hién CASE.MT.0034
29 1,1,1 —Tricloroetan (1) ]J,g/L (MDL = 0,6) (*) 2000
. Khong phat hién CASE.MT.0034
30 | 1,2 - Dicloroetan (1) pg/L (MDL = 0,4) *) 30
_ Khong phat hién | CASE.MT.0034
31 | 1,2 - Dicloroeten (1) pg/L (MDL = 0,4) (*) 50
Khong phathién | CASE.MT.0034
32 | Cacbontetraclorua (7) pg/L (MDL = 0,4) *) 2
A A CASE.MT.0034
3 Diclorometan (Methylene I Khong phat hién *) 20
Chloride) (7) HE (MDL = 0,4)
Khong phét hién CASE.I:‘/IT.OO34
34 | Tetracloroeten (1) ng/L (MDL = 0,3) ) 40
. Khong phét hién CASE.I\;IT.OO34
35 | Tricloroeten (1) ug/L (MDL = 0,3) ) 20
' . Khong phét hién CASE.I\::IT.OO34
36 | Vinylchloride (1) pg/L (MDL = 0,3) *) 0,3
Khong phét hién CASE.I\,:IT.OO34
37 | Benzen (1) pg/L (MDL = 0,5) *) 10
Khong phat hién | CASE.MT.0034
38 | Etylbenzen (1) pg/L (MDL = 0,6) *) 300
CASE.MT.0033
Phenol va din xuit cia Khoéng phét hién (EPA 3510C,
39 | Phenol (1) ne/L (MDL=0,2) | EPA 8270D, EPA !
3620C) (*)
Khong phat hién CASE.I}:IT.OO34
40 | Styren (1) pg/L (MDL = 0,6) *) 20
Khong phat hién CASE.I\;IT.OO34
41 | Toluen (7) ng/L (MDL = 0,6) * 1700
Khoéng phat hién CASE.I\,:IT.OO34
42 | Xylen (1) pg/L (MDL = 2,0) *) 500
1.(*): Phltongphap dwogc cong nhén phu hop theo ISO/IEC 17025; (1): Két qua duoc thuc hién boi nha thau phu
2. Théng tin vé mdu dugc ghi theo Yéu cau khdch hang; Két 'qud phdn tich chi ¢ gid tri trén mau thir
3. Khong dugc trich, sao 1 phan két qua néu khéng cé sw déng y cia T rung tim Kiém sodt bénh tgt Thanh phé Cin Tho Trang: 3/7

4. Két qud dwoc biéu thi < 10 CFU/g co gia tri "Khéng phat hién"

9 S6 1 Ngb Puc Ké, phudng Tan An, quin Ninh Kiéu, thinh ph6 Can Tho
7 02923 822353; & 02923 753788; X qlcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04(06/2019)




M3 s6 mau/ Sample Code

01467.20
. Khong phat hién CASE.MT.0034
43 | 1,2 - Diclorobenzen (1) ng/L (MDL = 1,0) *) 1000
Khong phat hién CASE.MT.0034
44 | Monoclorobenzen (1) pg/L (MI%IE) - 2,0)' *) 300
Khong phat hién CASE.MT.0034
45 | Triclorobenzen (1) ng/L (Mgﬁj =0 4)' *) 20
, Khéng phat hién | CASE.SK.0131_
46 Acrylam1de (1) ug/L (MDL - 0,1) GC/MS/MS (*) 0,5
Khong phat hién
47 | Epiclohydrin (7) pg/L (Méf =0,1) EPA 8260A 0,4
) Khong phat hién CASE.SK.0096
48 | Hexacloro butadien (7) png/L (MDL = 0,3) (GC/MS/MS) (¥) 0,6
49 1,2 - Dibromo - 3 0 Khong phat hién CASE.MT.0034
Cloropropan (7) HE (MDL = 1,0) *) I
. Khong phat hién CASE.MT.0034
50 | 1,2 — Dicloropropan (1) ug/L (MDL = 0,3) *) 40
. Khong phathién | CASE.MT.0034
51 | 1,3 — Dichloropropen (7) pg/L (MDL = 0,7) *) 20
Khoéng phat hién CASE.SK.0099
52 2,4-D (]) pg/L (MDL — 0,05) (*) 30
Khong phathién | CASE.SK.0099
53 |2,4-DB (1) png/L (MDL = 0,05) (*) 90
Khong phat hién CASE.SK.0096
54 | Alachlor (1) pg/L (MDL=0,3) | (GC/MS/MS) (*) 20
_ Khong phét hién | CASE.SK.0067
55 | Aldicarb (1) png/L (MDL = 0,05) *) 10
Khong phét hién CASE.SK.0067
56 | Carbofuran (7) png/L (MDL = 0,05) *) 5
1. (*): Phuong phgp dwoc cong nhdn phu hop theo ISO/IEC 17025; (1): Két qua dugc thuc hién boi nha théu phu
2. Théng tin vé mau duoc ghi theo yéu cau khdach hang; Két qud, i phdn tich chi c6 gid tri trén mau thir
3. Khong dugc trich, sao 1 phan két qua néu khong cé sw dong y ciia Trung tam Kiém sodt bénh tét Thanh phé Cén Tho Trang: 4/7

4. Két qua duoc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

9s61 Ngo bac Ké, phuong Tan An, quan Ninh Kiéu, thanh ph6 Cin Tho
R 02923 822353; & 02923 753788; DX glcl.ttksbttpct@gmail.com

QLQT.08-1I-BM.04

BH.04(06/2019)



SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

CAN THO CITY - CENTER F OR DISEASE CONTROL AND PREVENTION

TN -TBC
S 115
Ma s6 mAuw Sample Code KET QUA THU NGHIEM
01467.20 ¢
TEST REPORT
57 ) Khong phat hién CASE.SK.0096
Chlorpyrifos (1) ng/L (MDL = 0,3) (GC/MS/MS) (*) 30
Khong phat hién CASE.SK.0096
58 | Clodane (1) png/L (MDL = 0,02) (GC/MS/MS) (*) 0,2
Khong phat hién CASE.SK.0067
59 | Clorotoluron (1) pg/L (MDL = 0,05) *) 30
Khong phét hién
60 | Cyanazine (1) pg/L (MDng= 0’05') CASE.SK.0067 0,6
e Khong phéat hién CASE.SK.0096
61 | DDT va céac dan xuat (1) pg/L (MDL = 0,6) (GC/MS/MS) (*) 1
. Khong phat hién CASE.SK.0099
62 | Dichloprop (1) ng/L (MDL = 0,05) *) 100
Khong phat hién CASE.SK.0099
63 | Fenoprop (1) pg/L (MDL = 0,05) *) 9
Khoéng phat hién
64 | Hydroxyatrazine (1) ng/L (MDng= 0,05) CASE.SK.0067 200
Khong phat hién CASE.SK.0067
65 | Isoproturon (1) pg/L (MDL = 0,05) *) 9
Khong phat hién CASE.SK.0099
66 | MCPA (1) ng/L (MDL = 0,05) *) 2
Khong phat hién CASE.SK.0099
67 | Mecoprop (1) pug/L (MDL = 0,05) *) 10
Khong phéat hién CASE.SK.0096
68 | Methoxychlor (7) pg/L (MDL = 0,3) (GC/MS/MS) (*) 20
) Khong phat hién CASE.SK.0096
69 | Molinate (1) ng/L (MDL = 0,3) (GC/MS/MS) (*) 6
) . Khong phat hién CASE.SK.0096
70 | Pendimetalin (7) pg/L (MDL = 0,3) (GC/MS/MS) (¥) 20
. Khong phat hién CASE.SK.0096
71 | Permethrin (1) pg/L (MDL=03) | (GC/MS/MS) (*) 20
1.(*): Phtmngphap duwoc cong nhén ph hop theo ISO/IEC 17025; (1): Két qua dwgc thuc hién bdi nha thdu phu
2. Thong tin vé mau duwoc ghi theo Yéu cdu khach hang; Két 'qud phan tich chi c6 gia tri trén méu thir
3. Khong dugc trich, sao 1 phan két qué néu khong cé su dong ¥ cia T rung tam Kiém sodt bénh tat Thanh phé Can Tho Trang: 5/7

4. Két qua duge bidu thi < 10 CFU/g co gia tri "Khong phat hién"

9 S6 1 Ngo Dic K&, phudng Tan An, quin Ninh Kiéu, thanh ph6 Cin Tho
7 02923 822353; & 02923 753788; X qlcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04(06/2019)



Ma s6 mAu/ Sample Code

01467.20
. Khong phat hién CASE.SK.0096
72 | Propanil (1) pg/L (MDL =0,3) (GC/MS/MS) (*) 20
o Khong phat hién CASE.SK.0096
73 Simazine (]) ug/L (MDL = 0,3) (GC/MS/MS) (*) 2
. . Khong phat hién CASE.SK.0096
74 Trifuralin ( 1 ) pg/L (MDL = 0’3) (GC/MS /MS) (*) 20
CASE.MT.0033
. Khong phat hién (EPA 3510C,
75 | 2,4,6 — Triclorophenol (1) pg/L (MDL = 0,01) EPA 8270D, EPA 200
3620C) (*)
US EPA Method
Khéng phat hién 300.1
76 | Bromat (1) neg/L (MDL=4,0) | (CASE.MT.0010) 10
*)
. CASE.MT.0034
77 | Bromodichloromethane (7) ng/L 3,25 *) 60
Khong phat hién CASE.MT.0034
78 | Bromoform (1) pg/L (MDL = 0,6) *) 100
CASE.MT.0034
79 | Chloroform (7) ug/L 10,1 *) 300
Khong phét hién
80 | Dibromoacetonitrile (7) pg/L (M]%I{) - 50)' CASE.SK.0098 70
. Khong phat hién CASE.MT.0034
81 | Dibromochloromethane (7) pg/L (MDL = 0,4) *) 100
Khong phét hién
82 | Dichloroacetonitrile (1) png/L (MSE =20) CASE.SK.0098 20
Khoéng phat hién
83 | Dichloroacetic acid (1) ug/L (MDL = 10) EPA 552.2 (*) 50
Khdng phét hién
84 | Formaldehyde (1) pg/L (MDng= 100)' EPA 556 (*) 900
1.(*): Phuong phap diegc cong nhdn phi hop theo ISO/IEC 17025; (1): Két qud dug'c thyc hign boi nha théu phu
2. Thong tin vé mdu duwgc ghi theo yéu cau khdch hang Két qua phan tich chi c6 gid tri trén mdu thir
3. Khong duwgc trich, sao 1 phan két qua néu khéng c6 sw dong y ciia Trung tam Kiém sodt bénh tit Thanh pho Cén Tho Trang: 6/7

4. Két qua diroe biéu th; < 10 CFU/g c6 gia tri "Khdng phat hten

@ S6 1 Ngb Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh phé Cin Tho
7 02923 822353; & 02923 753788; B glcl.ttksbttpct@gmail.com

QLQT.08-1I-BM.04
BH.04(06/2019)




CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

TN -TBC
s 115
Ma s6 méu/ Sample Code KET QUA THU NGHIEM
01467.20
TEST REPORT
) Khong phat hién TCVN 6225-
85 | Monochloramine (7) mg/L (MDL = 3,0) 2:2012 3,0
Khong phat hién
86 | Monochloroacetic acid (1) pg/L (M]%II-:’ - 20)' EPA 552.2 20
Khoéng phat hién
87 | Trichloroacetic acid (7) ug/L (MI%IIj - 10)' EPA 552.2 (*) 200
Khong phat hién
88 | Trichloroaxetonitril (7) pg/L (M%Ii =1) ' CASE.SK.0098 1
3 5 phé TCVN 8879:2011
g | Tong hoat do phéng xa o Bq/L 0,007 +) 0,1
(1)
5 5 phé TCVN 8879:2011
9o | Tong hoat do phéng xa B Bq/L 0,024 *%) 1,0
(1) N\
. Khong phat hién \o
iE7Ing (MDL = 0,05) ‘)j? )
Atrazine Atrazine- Khong phét hién /
vacacddn | desethyl (MDL = 0,05)
91 xuét : ng/L - T CASE.SK.0067 100
chloro-s Atrazine- Khong phat hién
triazine (1) | desisopropyl (MDL = 0,05)
Atrazine- Khong phat hién
desethyl- (MDL = 0,05)
desisopropyl
Phu trich phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory On behalf of CDC

/|

—ful "

Vin Qufc Thanh Tt

il

1. (*): Phu'ong phap dwoc cong nhén phu hop theo ISO/IEC 17025, (1): Két qua dugc thyc hién boi nha thau phu
2. Thong tin vé mau dwoc ghi theo yéu cdu khach hang; Két qud phdn tich chi cd gid tri trén madu thik
3. Khéng duoc trich, sao 1 Pphan két qua néu khéng cé s dong y ciia T vung tam Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qud dwoc biéu thi < 10 CF U/g c6 gia tri "Khéng phat hién"

U

Trang: 7/7

956 1 Ngb Pirc Ké, phudng Tan An, quan Ninh Kiéu, thinh phé Can Tho

@ 02923 822353; & 02923 753788; BX glcl. ttksbttpct@gmail.com

QLQT.08-1I-BM.04
BH.04(06/2019)



1. (*): Phuong phgp dwgc cong nhdn phu hop theo ISO/IEC 17025, (1): Ké qua dugc thuc hién boi nha thdu phu

2. Théng tin vé mau dugc ghi theo yéu cau khach hang, Két qud phan tich chi c6 gid tri trén mau thir

3. Khong dwge trich, sao 1 phan két qua néu khong cé sw dong y ciia Trung tam Kiém sodt bénh tgt Thanh phé Can Tho
4. Két qud duoc bidu thi < 10 CFU/g c6 gid tri "Khong phat hign"

QSé 1 Ngb Durc K&, phuomg Tan An, quin Ninh Kiéu, thanh phé Can Tho
M 02923 822353; & 02923 753788; I glcl. ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04(06/2019)



M3 s6 mAw/ Samp

1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén mau/ Name of sample
4. S6 luong/ Quatity
5. M6 ta maw/ Sample description

BEN Ngay Jﬂ[lo |40 .

01503.20
LUU DO SO SO eereeevreerevevesereeereisaensanes

BT
VILAS 770

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

TN -TDC
115

TEST REPORT

: NHA MAY NUGC O MON
: Kim Pdng, phuong Chau Vin Liém, quin O Mén, thanh phd Can Tho
: NUGC SINH HOAT (173 DPUONG 3/2, KV2, QUAN O MON)

:1 chai x 2000ml va 1 chai x 250ml
: Nudc chira trong chai nhua c6 nip vin va chai thiy tinh

cong TCHRETHQ, Qﬂ"ﬁY@@ENTER FOR DISEASE CONTROL AND PREVENTION

S /1) < N ,

lenﬁgfé%.__mu ............... KE QU A THU NGHIEM

6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date : 20/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuén/
No. Parameter Unit Result Test method Standard

1 [Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khong c6 mui, vi la Cam quan Khéng cé mui, vi
la

3 |P6 duc (*) NTU 0,46 SMEWW 2130 B-2017 2

4 |pH () - 7,05 (22,3°C) TCVN 6492:2011 6,0-85

5 [Clor dw mg/1 0,5 Do tai hién truong 02-1,0

6 |Coliforms (*) CFU/100ml 0 IS0 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

Phu trach phong thir nghi€ém
Officer in charge of laboratory

e

\

PHO GIAM POC
t.am Hoang Ding

1. (*) Phuo’ngphap dugc cong nhdn phi hop theo ISO/IEC 17025; (1): Két qua duwoc thuc hién boi nha thau phy

2. Thong tin vé mau dwoc ghi theo yéu cau khdch hang; Két ‘qud phan tich chi co gid tri trén méu thir

3. Khéng duoc trich, sao 1 phan két qué néu khéng cé sw dong y ciia Trung tim Kiém sodt bénh tt Thanh phd Cin Tho
4. Két qua dugc biéu thi < 10 CFU/g c6 gid tri "Khdng phdt hién"

Trang: 1/1

QSé 1 Ngo Dirc Ké, phuong Tan An, quin Ninh Kiéu, thanh phd Cén Tho
7R 02923 822353; & 02923 753788; DX glcl.ttksbtipct@gmail.com

QLQT.08-II-BM.04

BH.04(06/2019)




M3 sé maw/ Sample

1. Tén khéch hang/ Customer

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

01504.20

2. Pia chi/ Address

3. Tén miw/ Name of sample

4. S6 lwgng/ Quatity

5. M6 ta maw/ Sample description

VILAS 770

TN-TDC

115

~ONG Q‘}ﬁ» A qg%ﬁ,‘ MTER FOR DISEASE CONTROL AND PREVENTION
... | == ()

DEN Ngay;g ol 2.

ghuyen ..... (’MUKE]

Luu hé 50 $0.
L

QUA THU NGHIEM
TEST REPORT
: NHA MAY NUGC O MON

: Kim Pdng, phuong Chau Vin Liém, quan O Mbn, thanh phb Can Tho
: NUOC SINH HOAT (TAI NHA MAY)

:1 chai x 2000ml va 1 chai x 250ml
: Nude chira trong chai nhua c6 nip van va chai thiy tinh

6. Ngay nhan miu/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date: 20/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khong c6 mui, vi la Cam quan Khong c6 mui, vi
la

3 |Po duc (*) NTU 0,54 SMEWW 2130 B-2017 2

4 [pH(* - 6,78 (24,3°C) TCVN 6492:2011 6,0-85

5 |Clor dw mg/1 04 Do tai hién treong 02-1,0

6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1

Phu trach phong thir nghiém
Officer in charge of laboratory

i
s
Viin Quéc Thanh Thity PHO GIAM POC

Lam Hoing Diung

1. (*): Phwong phdp dwgc cong nhén phi hop theo ISO/IEC 17025; (1): Két qua duwgc thiec hién bdi nha thau phu

2. Thong tin vé mau dugc ghi theo yéu cau khach hang Két ‘qud phan tich chi co gid tri trén mau thir

3. Khong duoc trich, sao 1 phan két qud néu khéng cé sw dong y ciia Trung tam Kiém sodt bénh tgt Thanh phé Can Tho

4. Két qua diroc biéu thi < 10 CF U/g co gia tri "Khong phat hién" Trang: 1/1

9 S6 1 Ngb Brc K&, phuong Tan An, quan Ninh Kiéu, thanh ph Can Tho
7™ 02923 822353; & 02923 753788; X glcl. ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

A"

DEN

M3 sb mau/ Samﬂwléf@@db”mu,..
01505.2

DI, fuhd sa s’

o
VILAS 770

TN -TDC
115

1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén maw/ Name of sample

4. S6 luong/ Quatity
5. M6 ta maw/ Sample description

: NHA MAY NUGC O MON
: Kim Pdng, phuong Chau Vin Liém, quan O Mén, thanh phé Can Tho
: NUOC SINH HOAT (24 LUU HOU PHUOC, QUAN O MON)

:1 chai x 2000ml va 1 chai x 250ml
: Nude chira trong chai nhua c6 nép vin va chai thuy tinh

CONGTCAMN: THOJ@@TRYM@WTER FOR DISEASE CONTROL AND PREVENTION

SO 773 SO
Ngay: :;19][0,/

el

£T QUA THU' NGHIEM
TEST REPORT

6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date: 20/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sdc TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khoéng c¢é mui, vi la Cam quan Khéng c6 mui, vi
la

3 |Dd duc (*¥) NTU 1,21 SMEWW 2130 B-2017 2

4 [pH(* - 6,83 (21,0°C) TCVN 6492:2011 6,0-85

5 |Clor duw mg/l 0,4 Do tai hién treong 0,2-1,0

6 |Coliforms (*) CFU/100ml 0 1SO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

Phu triach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

//‘ﬁ\m/ 7

Viin Quéc Thanh Thiy

muwem \
EMSOATBENH A |
THANH PHO'

PHO GIAM POC
Lam Hoang Diing

1.(*): Phu’o‘ngphap dugc cong nhan phi hop theo ISO/IEC 17025; (1): Két qua dugc thiec hién boi nha théu phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang Két qud phan tich chi c6 gid tri trén mau thir
3. Khéng duoc trich, sao 1 phan két qua néu khéng cé sw dong y cia Trung tam Kiém sodt bénh tét Thanh phé Cén Tho
4. Két qud dieoc biéu thi < 10 CFU/g ¢6 gid tri "Khéng phat hién"

_Trang: 1/1

@ S6 1 Ngo Puc Ké, phudng Tan An, quan Ninh Kiéu, thanh phé Cin Tho
& 02923 822353; & 02923 753788; X glcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04(06/2019)




Ma s maw/ Sample Code: C/T..M\.u ........

SG Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

A"

\ EI‘,N

01500.20

f1iho sg s

6" LY.
Ngay:.2d ﬂoj

1. Tén khéch hang/ Customer
2. Dia chi/ Address

3. Tén maw/ Name of sample

4. S6 lugng/ Quatity

5. Mo ta maw/ Sample description

KE'

VILAS 770

TN -TDC

115

: TRAM CAP NUGC THOI LAI
- 4p Théi Thuén B, thi trdn Théi Lai, huyén Théi Lai, thanh phd Can

Tho

: NUOC SINH HOAT (TAI NHA MAY)
:1 chai x 2000ml va 1 chai x 250ml

4o T GANITHE, QTYM@MTER FOR DISEASE CONTROL AND PREVENTION

I QUA THU NGHIEM
: TEST REPORT

: Nude chira trong chai nhua c6 nip van va chai thiy tinh

6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date: 20/10/2020
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khong c¢é mui, vi la Cam quan Khong cé mui, vi
la

3 |Po duc (*) NTU 0,31 SMEWW 2130 B-2017 2

4 |pH(*) - 6,98 (22,6°C) TCVN 6492:2011 6,0-8,5

5 |Clor dw mg/1 0,5 Do tai hién treong 02-1,0

6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

Phu trach phong thir nghiém

Officer in charge of laboratory

C%’me/(/

Viin Qudc Thanh Thity

LANH PAO TRUNG TAM

-.am Hoang Diing

1. (*): Phuong phdp dugc cong nhdn phu hop theo ISO/IEC 17025, (1): Két qua dugc thyc hién boi nha thdu phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két qud phan tich chi ¢6 gid tri trén mau thir
3. Khong dugc trich, sao 1 phan két qud néu khong cé s dong y ciia Trung tém Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qua duwoc biéu thi < 10 CFU/g c6 gid tri "Khdng phat hién"

Trang: 1/1

QS 1 Ngé Prre Ké, phuong Tan An, quin Ninh Kiéu, thanh phd Can Tho
7 02923 822353; & 02923 753788; DX glcl.ttksbttpct@gmail.com

QLQT.08-I-BM.04

BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

/. e FS}AI}PPI%OCHYOMQIFNTER FOR DISEASE CONTROL AND PREVENTION
CONG ! 1 )

S o= (A [mroc
o DEN Ngay: ;g/{olzozc -
Maso mew S St ... KET QUA THU NGHIEM
lLUUhéSOSO ................................... TEST REPORT
1. Tén khach hang/ Customer : TRAM CAP NUGC THOI LAI

2. Dia chi/ Address

3. Tén mau/ Name of sample

4. Sé luong/ Quatity
5. M6 ta maw/ Sample description

: &p Théi Thuan B, thi trdn Théi Lai, huyén Théi Lai, thanh phé Can
Tho

: NUOC SINH HOAT (262 THOI THUAN B, TT. THOI LAI)

:1 chai x 2000ml va 1 chai x 250ml

: Nudc chira trong chai nhura ¢6 nip vian va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date: 20/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau séc TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mui vi - Khong c6 mui, vi la Cam quan Khong c6 mui, vi
la
3 |bd6 duc (*) NTU 0,38 SMEWW 2130 B-2017 2
4 |pH(*) - 7,00 (21,8°C) TCVN 6492:2011 6,0-85
5 [Clor dw mg/1 0,4 Do tai hién treong 02-1,0
6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1
Phu triach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory On behalf of CDC
/ a—
r_/\'Qu«/ Lo THANH PHO™ %/
\ / CANTHO /,
v oK ? Y
Viin Quoc Thanh Thuy PHO GIAM POC

Lam Hoang Diing

1. (*): Phurong phap duoc cong nhdn phu hop theo ISO/IEC 17025; (1): Két qua dugc thuc hién boi nha thau phu
2. Théng tin vé mau duge ghi theo yéu cau khdch hang; Két ‘qud phdn tich chi c6 gid tri trén méu thir

3. Khong dugc trich, sao 1 phan két qua néu khong co

sw dong y cia T rung tam Kiém sodt bénh tGt Thanh phé Céan Tho

4. Két qua dwoc biéu thi < 10 CF U/g co gia tri "Khong phat hién" Trang: 1/1

9s61 Ngé Birc Ké, phudng Tan An, quin Ninh Kiéu, thanh phé Cén Tho QLQT.08-1I-BM.04
& 02923 822353; & 02923 753788; DX glcl. ttksbttpct@gmail.com BH.04(06/2019)




M3 s6 maw/ San

1. Tén khéch hang/ Customer

SO Y TE THAI:IH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

\J!J’X

A"

DEN

01502.20

LUu hd sd so-

ST 2,
Ngay.ZQ/lO

II@%QE?F’CWQ—WUKI

P

TN -TDC
115

2. Dia chi/ Address

3. Tén maw/ Name of sample

4. S6 lugng/ Quatity

5. Mb ta maw/ Sample description

vty cEAN Tﬁ%’{%c QFJ\\I ER F OR DISEASE CONTROL AND PREVENTION

T QUA THU NGHIEM
TEST REPORT
: TRAM CAP NUGC THOI LAI

: &4p Théi Thuan B, thi trAn Théi Lai, huyén Théi Lai, thanh phé Can

Tho

THOI LAJ)
:1 chai x 2000ml va 1 chai x 250ml

: NUOC SINH HOAT (AP THOI THUAN A, XA TAN THANH, TT.

: Nuérc chira trong chai nhua c6 nip van va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date : 20/10/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau séic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khoéng cé mui, vi la Cam quan Khong c6 mui, vi
la

3 |Do duc (*) NTU 0,37 SMEWW 2130 B-2017 2

4 [pH*) - 6,88 (20,8°C) TCVN 6492:2011 6,0-8,5

5 |Clor dw mg/l 0,4 Do tai hién treong 02-1,0

6 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

7 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

Phu trach phong thit nghiém

Officer in charge of laboratory

7

A_—

Vin Qudc Thanh Thity

LANH PAO TRUNG TAM

= , A’
PHO GIAM POC

Lam Hoang Diing

1. (*): Phuong, phap duoc céng nhén phu hop theo ISO/IEC 17025; (1): Két qua dugc thyc hién béinha thdu phy
2. Thong tin vé mau dwgc ghi theo Yéu cau khach hang; Két qud phdn tich chi c6 gid tri trén méu thir
3. Khong duoc trich, sao 1 phdn két qud néu khéng cd s dong y ciia Trung tam Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qud dwoc bidu thi < 10 CF U/g co gia tri "Khéng phat hién"

Trang: 1/1

9 S6 1 Ngb Puc Ké, phudng Tan An, quan Ninh Kiéu, thanh phd Cin Tho
7 02923 822353; & 02923 753788; DX glcl.ttksbtipct@gmail.com

QLQT.08-II-BM.04

BH.04(06/2019)




M s6 maw/ Sam;

1. Tén khach hang/ Customer

SO Y TE THANH PHO CAN THO

FRUNG TAM KIEM SOAT BENH TAT

PEN

e PO (edd...... -
01497.20 U0 ho s 50 K_

Ngiay:.q.lg.lm/m_

'S
A

s
VILAS 770

2. Dia chi/ Address

3. Tén maw/ Name of sample

4. Sb lwong/ Quatity

5. Mb ta maw/ Sample description

TN -TBC
115

| C0K6 TY G ANV BRSO TS CBNTER FOR DISEASE CONTROL AND PREVENTION
SO S e A

T QUA THU NGHIEM
TEST REPORT
: TRAM CAP NUGC CO PO

- 4p Théi Hoa, thi trdn Co Do, huyén C D6, thanh phd Can Tho
: NUOC SINH HOAT (TAI NHA MAY)
:1 chai x 2000ml va 1 chai x 250ml

: Nuédc chira trong chai nhya ¢6 ndp van va chai thuy tinh

6. Ngay nhan maw/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date: 20/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard

1 |Mau sic TCU <5,0 SWEWW 2120 C - 15

2017
2 |Mui vi - Khoéng c6 mui, vi la Cam quan Khong cé mui, vi
la

3 |DPd duc (*) NTU 0,36 SMEWW 2130 B-2017 2

4 |pH () - 6,80 (22,0°C) TCVN 6492:2011 6,0-8,5

5 |Ham lwong Arsen (*) mg/l Khoéng phat hién TCVN 6626:2000 0,01

(MLOD = 0,001)

6 |Clor dw mg/1 0,4 Do tai hién treong 02-1,0

7 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3

8 |E.coli (*) CFU/100ml 0 ISO 9308-2014 (E) <1

Phu trach phong thir nghiém
Officer in charge of laboratory

/

Viin Qudc Thanh Thity

LANH PAO TRUNG TAM

PHO GIAM POC
Lam Hoang Diing

1. (*): Phuong phgp dugc cong nhan phi hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hién boi nha thdu phu
2. Thong tin vé mau dwoc ghi theo Yéu cau khach hang; Két ‘qud phan tich chi cé gid tri trén mdu thir
3. Khéng duoc trich, sao 1 phan két quad néu khéng cé sw dong y ciia Trung tém Kiém sodt bénh tit Thanh phé Cén Tho
4. Két qua duwoc bidu thi < 10 CFU/g c6 gia tri "Khong phat hién"

Trang: 1/1

9 S6 1 Ngb Puc Ké, phudng Tan An, quin Ninh Kiéu, thinh phd Can Tho
® 02923 822353; & 02923 753788; B glcl. ttksbttpct@gmail.com

QLQT.08-I1-BM.04

BH.04(06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

o 1y (AN BHOGHTG -Q(QEITITER FOR DISEASE CONTROL AND PREVENTION
AZ S50 BB, — ) |TN-TBC
115
DEN . 2000lm0
Ma 5 7‘ll,l/ Se E ? K =
a 50 ma0149i;. %ﬁfg ...... f,/l(ﬂw ............. T QUA THU NGHIEM
0 Sd SO ...................................
= TEST REPORT
1. Tén khéch hang/ Customer : TRAM CAP NUGC €O PO

2. Dia chi/ Address

3. Tén maw/ Name of sample

4. S6 ugng/ Quatity

5. M6 ta maw/ Sample description

: &p Théi Hoa, thi trdn Co D6, huyén Co Do, thanh phé Cén Tho
: NUOC SINH HOAT (2 AP THOI HOA, TT. CO PO)

:1 chai x 2000ml va 1 chai x 250ml
: Nude chira trong chai nhua ¢é nip vin va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date: 20/10/2020
TT/ Chi tiéw/ Don vi tinh/ Két qué/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mau séc TCU <5,0 SWEWW 2120 C - 15
2017
2 (Mui vi - Khoéng cé mui, vi la Cam quan Khong cé mui, vi
la
3 |0 duc (*) NTU 0,37 SMEWW 2130 B-2017 2
4 [pH(*) - 6,81(22,8°C) TCVN 6492:2011 6,0-85
5 |Ham lwong Arsen (*¥) mg/l Khéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
Clor dw mg/1 0,3 Do tai hién treong 02-1,0
Coliforms (%) CFU/100ml 0 ISO 9308-2014 (E) <3
E.coli (*) CFU/100ml 0 1SO 9308-2014 (E) <1
LANHDAO TRUNG TAM

Phu trach phong thir nghiém
Officer in charge of laboratory

ot

Viin Quéc Thanh Thity

TH[’\NH pHO"
CANTH,

PHO GIAM POC
Lam Hoang Diing

1.(*): Phbrong Pphdp dugc cong nhdn phi hop theo ISO/IEC 17025; (1): Két qua dugc thyc hién boi nha thau phu
2. Théng tin vé mau duoc ghi theo Yéu cau khach hang; Két qua phan tich chi cé gid tri trén mdu thir

3. Khong dwgc trich, sao 1 phan két qua néu khéng c6 sw dong y cia Trung tam Kiém soat bénh tét Thanh phé Can Tho

4. Két qua dwoc bidu thi < 10 CFU/g c6 gia tri "Khong phat hién"

Trang: 1/1

QS6 1 Ngb brc Ké, phuong Tan An, quan Ninh Kiéu, thanh phd Cin Tho
78 02923 822353; & 02923 753788; D glcl. ttksbttpct@gmail.com
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SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

conG Ty GAN THQCTTV e OB ER FOR DISEASE CONTROL AND PREVENTION
{ TN - TBC
DEN ..... RSy SN 1
Ngayil} / -_VILAS70
Ma s6 maw/ Sample,Code: Pl .. Kﬁ A & ¥
01499.2¢ LUU D8 SO S0 oo T QUA THU NGHIEM
TEST REPORT
1. Tén khéch hang/ Customer : TRAM CAP NUGC €O PO
2. Pia chi/ Address : &p Théi Hoa, thi trdn Co Do, huyén Co D6, thanh phé Can Tho
3. Tén maw/ Name of sample : NUOC SINH HOAT (79 HA HUY GIAP, TT. CO PO)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : Nuéc chira trong chai nhya 6 nép vin va chai thity tinh
6. Ngay nhan mau/ Receiving date  : 09/10/2020 Ngay tra két qua/ Issued date : 20/10/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Mausic TCU <5,0 SWEWW 2120 C - 15
2017
2 |Mui vi - Khoéng cé mui, vi la Cam quan Khong c6 mui, vi
la
Do duc (¥) NTU 0,32 SMEWW 2130 B-2017 2
pH (¥) - 6,84 (21,7°C) TCVN 6492:2011 6,0-85
Ham heong Arsen (*) mg/l Khoéng phat hién TCVN 6626:2000 0,01
(MLOD =0,001)
Clor dw mg/1 0,3 Do tai hién treong 02-1,0
Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E) <3
E.coli (%) CFU/100ml 0 ISO 9308-2014 (E) <1
Phu trach phong thir nghiém LANH D AO TRUNG TAM

Officer in charge of laboratory

7@4///
Viin Qudc Thanh Thity " PHO GIAM POC
Lam Hoang Diing

1. (*): Phu'tmg phadp dugc cong nhin phu hop theo ISO/IEC 17025; (1): Két qua dugec thyc hién boi nha thdu phu

2. Thong tin vé mau dwoc ghi theo Yéu cau khdch hang; Két ‘qua phan tich chi cé gid tri trén méu thir

3. Khong dwoc trich, sao 1 phan két qua néu khéng c6 sw dong y cia T rung tam Kiém sodt bénh tdt Thanh phé Can Tho

4. Két qud dieoc biéu thi < 10 CF U/g co gia tri "Khong phat hién" Trang: 1/1

Q S6 1 Ngb Dirc Ké, phuong Tan An, quan Ninh Kiéu, thanh phd Cén Tho QLQT.08-1I-BM.04

™ 02923 822353; & 02923 753788; B glcl. ttksbtipct@gmail.com BH.04(06/2019)




