M3 s6 mau/ Sample Code:

00202.23

1. Tén khach hang/ Customer
2. DPia chi/ Address

3. Tén mau/ Name of sample

4. S6 lugng/ Quatity

5. Mo ta mau/ Sample description

SG'Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

o,
N
PN

RIS
KA

ISOMEC 17025:2017

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

A&

VLAT 1.0379

KET QUA THU NGHIEM
TEST REPORT

: NHA MAY NUGC TRA NOC

: 12A KCN Tra Néc 2, p. Phuéc Théi, q. O Mén, tp. Can Tho
: NUOC SINH HOAT

:1 chai x 2000ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhén mauw/ Receiving date : 02/03/2023 Ngay tra két qua/ Issued date :  13/3/2023
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hogc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Clor dw mg/L 0,53 SWEWW 4500-Cl 02-1,0
B-2017
4 (D9 duc (*) NTU 0,64 SMEWW 2130 B-2017 2
5 [Mau sic (*) TCU <5,0 SWEWW 2120 C-2017 15
6 |Muivi - Khong c6 mui, vi la SMEWW Khong cé mui, vi
2150&2160 - 2017 la
7 |pH (¥) - 7,19 (21,3°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory @Qnbebalf of CDC

1. (*): Phuong phdp dwgc cong nhdn phit h C 176
2. Thong tin vé mdu dugc ghi theo yéu cau khdch hc‘zng,j Ket}quar
3. Khéng dugc trich, sao 1 phan két qua néu khong c6 Sy dong y

o

Vin Quic Thanh Thiy

4. Két qud dwegc biéu thi < 10 CFU/g cd gid tri "Khong phdt hién"

/4 ‘\/,/" N

~IxiEMson BEN

fo0,/ TRUNG TA
(»\ THANH
\

op theo ISO/IEC 17025 (1): Két qua duwoc thuc hién boi nha thdu phy
] phn tich chi cd gid tri trén mau thix o
ciia Trung tam Kiém sodt bénh tdt Thanh pho Can Tho

Trang: 1/1

Q S6 1 Ngb Pirc K&, phuong Tan An, quén Ninh Kiéu, thanh phb Céan Tho
7 02923 822353; B glcl. ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04 (06/2019)



SG Y TE THANH PHO CAN THO

oy,
SN %

TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

AO&

TN i
Ma sb miu/ Sample Code: - 0
00211.23 KET QUA THU NGHIEM
TEST REPORT
1. Tén khéch hang/ Customer : NHA MAY NUGC TRA NOC

2. Dia chi/ Address

3. Tén mau/ Name of sample

4. S6 luong/ Quatity

5. M6 ta maw/ Sample description

: 12A KCN Tra Néc 2, p. Phuée Théi, q. O Maon, tp. Can Tho
: NUOC SINH HOAT (tai nha méy)

:1 chai x 2000ml va 1 chai x 250ml

: M&u nguyén ven, chira trong chai thay tinh

6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date : 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ K&t qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (%) CFU/100ml 0 1SO 9308-1: 2014 (E) <3
2 |E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014(E) <1
nhiét (*)
3 |Clor duw mg/L 0,5 Do tai hién treong 02-1,0
4 [D6 duc (*) NTU 0,44 SMEWW 2130 B-2017 2
5 [Mau sic (*) TCU <50 SWEWW 2120 C-2017 15
6 |Mui vi - Khoéng ¢6 mui, vi la [SMEWW 2150&2160 - [Khong c6 mui, vi
2017 la
7 |pH (*) : - 7,50 (24,0°C) TCVN 6492:2011 6,0-8,5
Phu trach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

qw [

Viin Qudc Thanh Thiy

% TRUNGTAM

KlEMSOA!BFNHiA
TH/\NH PH

PHO GIAM POC
Lam Hoang Diing

1. (*): Phuong, phap dugc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua dwoc thuc hign béi nha thdu phu

2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két qua phan tich chi co gid tri trén méu thie

3. Khéng duoc trich, sao 1 phan két qua néu khéng cé sw dong y cia Trung tam Kiém sodt bénh tat Thanh phé Can Tho

4. Két qua dwoc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

Trang: 1/1

Q S61 Ngé buc Ké, phuong Tan An, quan Ninh Kiéu, thanh ph6 Cén Tho
R 02923 822353; < glcl. ttksbttpct@gmail.com

QLQT.08-I-BM.04
BH.04 (06/2019)




SG Y TE THANH PHQ CAI\{ THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

i \\\‘ VLAT 1.0379
B ISONEC 17025:2017

Ma sé mau/ Sample Code: I(ET QU A THU NGHIEM

00212.23
TEST REPORT
1. Tén khach hang/ Customer : NHA MAY NUGC TRA NOC
2. Dia chi/ Address : 12A KCN Tra Néc 2, p. Phuée Théi, q. O Mén, tp. Can Tho
3. Tén maw/ Name of sample : NUOC SINH HOAT (Khu c6ng nghiép Tra Néc)
4. S6 lwong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mb ta maw/ Sample description  : Mau nguyén ven, chita trong chai thiy tinh
6. Ngay nhan mau/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodgc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Clor dw mg/L 0,4 Do tai hién treong 02-1,0
4 D0 duc (*) NTU 0,43 SMEWW 2130 B-2017 2
5 [Mau sic () TCU <50 SWEWW 2120 C-2017 15
6 [Mui vi - Khéng ¢6 mui, vila |SMEWW 2150&2160 - |Khong ¢é mti, vi
2017 la
7 |pH (*) - 7,33 (21,4°C) TCVN 6492:2011 6,0-85

Phu trach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory b

N

Viin Qudc Thanh Thity

Lam Hoang Diing

1. (¥): Phwong phdp durgc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua dwgc thiec hién boi nha théu phy
2. Théng tin vé mau dugc ghi theo yéu cau khdch hang Két qua. phan tich chi co gid tri trén mau thir
3. Khong dugc trich, sao 1 phdn két qua néu khéng cé su dong y cia Trung tam Kiém sodt bénh tat Thanh phé Can Tho _
4. Két qud dwoc biéu thi < 10 CFUJg c6 gid tri "Khéng phdt hién" Trang: /1
Q S 1 Ngb Pac Ké, phudng Tan An, quén Ninh Kiéu, thinh phé Cén Tho QLQT.08-II-BM.04
™ 02923 822353; X glcl.ttksbtipct@gmail.com BH.04 (06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

\|/
ila/;\'%ﬂ?‘ AOSC

o) S VLAT 1.0379
/ by ISONEC 17025:2017

Mz s miu/ Sample Code: KET QUA THU NGHIEM

00213.23
TEST REPORT
1. Tén khach hang/ Customer :NHA MAY NUGC TRA NOC
2. Dia chi/ Address : 12A KCN Tra Néc 2, p. Phudc Théi, q. O Mén, tp. Can Tho
3. Tén maw/ Name of sample : NUOC SINH HOAT (Nguyén Chi Thanh, Tra Néc, Binh Thity)
4. S6 luong/ Quatity :1 chai x 2000m] va 1 chai x 250ml
5. Mo ta mau/ Sample description  : MAu nguyén ven, chita trong chai thity tinh
6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodgc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014.(E) <1
nhiét (*)
3 [Clor dw mg/L 04 . Do tai hién truong 02-1,0
4 Do duc (¥) NTU 0,55 SMEWW 2130 B-2017 2
5 [Mau sic (%) TCU <50 SWEWW 2120 C-2017 15
6 |Mui vi - Khong ¢6 mui, vila |SMEWW 2150&2160 - [Khong cé mui, vi
2017 la
7 |pH (%) - 7,29 (22,4°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

Nl

V dn Qub" C Thanh Th&y

Lam Hoang Diing

1. (*): Phwong phdp dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hign boi nha thau phu
2. Théng tin vé mau dwoc ghi theo yéu cdu khdch hang Két qud, phan tich chi c6 gia tri trén méu thir
3. Khong duoc trich, sao I phan két qua néu khéng cé su dong y ciia Trung tém Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qud duwoc bidu thi < 10 CFU/g c6 gid tri "Khong phdt hién" Trang: 1/1
Q S61 Ngb Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh phé Cén Tho QLQT.08-1I-BM.04

& 02923 822353; XX glcl.ttksbttpct@gmail.com BH.04 (06/2019)




M3 s6 mAu/ Sample Code:

00220.23

1. Tén khach hang/ Customer

2. Dia chi/ Address

3. Tén mau/ Name of sample

4. Sb luong/ Quatity

5. Mb ta miu/ Sample description

sGY TAE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

Sy,
\ /
S

=
Uy 7 w“
M

VLAT 1.0379
ISONEC 17025:2017

KET QUA THU NGHIEM

TEST REPORT

: NHA MAY NUGC O MON

: Kim Pdng, p. Chau Vin Liém, q. O Mbén, tp. Can Tho

: NUOC SINH HOAT (tai nha may)

:1 chai x 2000ml va 1 chai x 250ml

: MAu nguyén ven, chtra trong chai thuy tinh

6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Clor dw mg/L 0,5 Do tai hién truong | 0,2-1,0
4 D6 duc (*) NTU 0,48 SMEWW 2130 B-2017 2
5 |Mau sic ) TCU <5,0 SWEWW 2120 C-2017 15
6 |Mui vi - Khong c6 mui, Vl la |SMEWW 2150&2160 - [Khong cé mui, vi
2017 la
7 [pH () - 7,54 (20,9°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

/ o C/

Vign Qudc Thanh Thiy

PHO GIAM BOC

Lam Hoang Diing
1. (*): Phwong phdp dugc cong nhgn phit hop theo ISO/IEC 17025; (1): Két qua duepc thuc hién boi nha thdu phu
2. Théng tin vé mau dwoc ghi theo Yéu cau khach hang Két ‘qud phan tich chi ¢d gid tri trén mdéu thie
3. Khong duoc trich, sao 1 phan két qua néu khong cé su déng y cuia Trung tam Kiém sodt bénh tat Thanh phé Cén Tho
4. Két qua diege biéu thj < 10 CFU/g c6 gid tri "Khéng phat hién" Trang: 1/1

Q s61 Ngb Birc K&, phudng Tan An, quan Ninh Kiéu, thinh phd Can Tho
7 02923 822353; XX glcl. ttksbttpct@gmail.com

QLQT.08-1I-BM.04
BH.04 (06/2019)



SG Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

\\“\“\wl“/"/, N
"\%/_4,
Y AOSC

%, W VLAT 1.0379
/ s ISONEC 17025:2017

M4 sb maw/ Sample Code: KET QU A THU NGHIEM

00221.23
TEST REPORT
1. Tén khéch hang/ Customer : NHA MAY NUGC O MON
2. DPia chi/ Address : Kim Pdng, p. Chau Vin Liém, q. O Mén, tp. Can Tho
3. Tén mau/ Name of sample : NUOC SINH HOAT (p. Chau Vin Liém)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mb ta maw/ Sample description  : MAu nguyén ven, chita trong chai thay tinh
6. Ngay nhan mau/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/| Chi tiew/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 [Clor dw mg/L 0,4 Do tai hién trueong 02-1,0
4 |Do duc (*) NTU 0,49 SMEWW 2130 B-2017 2
5 |Mau sic ) TCU <5,0 SWEWW 2120 C-2017 15
6 |Mui vi - Khéng ¢6 mui, vi la [SMEWW 2150&2160 - |[Khong ¢6 mui, vi
2017 la
7 |pH (*) - 7,43 (20,7°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

w—"
l,
- Thanh Thi
v S
Viin Quoc Lhan Y 2 .
PHO GIAM bOC
- A N ~
Lam Hoang Dung
1. (%) Phieong phdp dugc cong nhin phu hop theo ISO/IEC 17025; (1): Két qua duwge thye hién boi nha thau phy
2. Thong tin vé mau duwoc ghi theo Yéu cau khdch hang; Két ‘qud phan tich chi ¢d gid tri trén mau thir
3. Khéng dwoc trich, sao 1 phan két qua néu khong ¢ sw dong ¥ ctia Trung tdm Kiém sodt bénh tat Thanh phé Céan Tho
4. Két qua dwege biéu thi < 10 CFU/g c6 gid tri "Khdng phdt hién" Trane: /1
Q S6 1 Ngé Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh phé Can Tho QLQT.08-II-BM.04

M 02923 822353; X glcl. ttksbttpct@gmail.com BH.04 (06/2019)



Mi sb mau/ Sample Code:

1. Tén khéch hang/ Customer

00222.23

2. Dia chi/ Address
3. Tén maw Name of sample

SOY Tﬁ THAI:IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

/,I\\

79

KET QUA THU NGHIEM
TEST REPORT

:NHA MAY NUGC 6 MON

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

e,
\\y_&e N
ila/;g%\m AOSC

VLAT 1.03'
ISONEC 17025:2017

: Kim Pdng, p. Chau Vian Liém, q. O Mén, tp. Can Tho
: NUOC SINH HOAT (dwdng Kim Déng)

4. 86 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 t& mau/ Sample description  : Mau nguyén ven, chira trong chai thuy tinh
6. Ngay nhan mau/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date : 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 [Clor duw mg/L 04 Do tai hién treong 02-1,0
4 Do duc (*) NTU 0,71 SMEWW 2130 B-2017 2
5 |Mau sic (*) TCU <5,0 SWEWW 2120 C-2017 15
6 |Mui vi - Khéng c6 mui, vi la [SMEWW 2150&2160 - Khong c¢6 mui, vi
2017 la
7 [pH(®) - 7,40 (21,5°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH DAO TRUNG TAM
Officer in charge of laboratory If of CDC

Q[tlu "

Véin Quéc Thanh Thity

IRUNG TAM
SFMSOM BENH IM -

PHO GIAM POC
Lam Hoang Diing

1. (*): Phwong phdp dugc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua dieoe thuc hi¢n boi nha thdu phu
2. Thong tin vé mdu duoc ghi theo yéu cau khdch hang Két ‘qud phan tich chi c6 gid tr trén méu thir
3. Khong dwoc trich, sao 1 phdn két qua néu khéng cé su déng y cia Ty rung tam Kiém sodt bénh tdt Thénh phé Cén Tho
4. Két qua dwege biéu thi < 10 CF U/g cd gid tri "Khéng phdt hién"

Trang: 1/1

Q S6 1 Ngb Puc Ké, phuong Tan An, quén Ninh Kiéu, thanh phd Can Tho
78 02923 822353; X glcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04 (06/2019)



Ma sé mau/ Sample Code:

1. Tén khéach hang/ Customer

00217.23

2. Dia chi/ Address

3. Tén mau/ Name of sample

4. S6 lwong/ Quatity

5. Mb ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

W,
N,

B
AN
o

AOSC
VLAT 1.0379
ISO/IEC 17025:2017

KET QUA THU NGHIEM

TEST REPORT

: TRAM CAP NUOC THOI LAI

: Ap Théi Thuan B, thi trin Théi Lai, h. Théi Lai, tp. Can Tho

: NUOC SINH HOAT (tai nha méy)

:1 chai x 2000ml va 1 chai x 250ml

: Mau nguyén ven, chira trong chai thiy tinh

6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 1SO 9308-1: 2014 (E) <3
2 |E.coli hodgc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Clor dw mg/L 0,5 Do tai hién treong 02-1,0
4 |Do duc (*) NTU 0,35 SMEWW 2130 B-2017 2
5 |Mau sic (*) TCU <5,0 SWEWW 2120 C-2017 15
6 (Mui vi - Khong ¢é mui, vila [SMEWW 2150&2160 - [Khong c6 mui, vi
2017 la
7 1pH (%) - 7,47 (25,6°C) TCVN 6492:2011 6,0-85
Phu triach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

Jl—"

Véin Qudc Thanh Thiiy

>\ THANHPHC

\\‘ \}(

n-behalf of CDC

i/ TRUNG TAM
~{xiEmsoATBERH TRV Az

A ”, AZ
PHO GIAM POC

Lam Hoang Dung

1. (*): Phuong phdp diegc cong nhdn phit hgp theo ISO/IEC 17025; (1): Két qua duwoc thyc hién béi nha thdu phu

2. Thong tin vé mdu dugc ghi theo yéu cdu khdch hang; Két‘qud phén tich chi c6 gid tri trén mau thic

3. Khéng dwoc trich, sao I phan két qua néu khong cé su dong y ciia Trung tdm Kiém sodt bénh tat Thanh phé Can Tho

4. Két qua dirge bidu thi < 10 CFU/g cd gid tri "Khong phdt hign"

Trang: 1/1

Q Sb 1 Ngb Dirc K&, phudmg Tén An, quin Ninh Kiéu, thanh phé Can Tho
02923 822353; X glcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04 (06/2019)



SO Y TE THANH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

N\
=

Z N VLAT 1.0379
ISO/IEC 17025:2017

Ma s6 mau/ Sample Code: KET QU A TH[?I. NGHIEM

TN
KIAMN

00218.23
TEST REPORT
1. Tén khach hang/ Customer : TRAM CAP NUGC THOI LAI
2. Dia chi/ Address : Ap Théi Thudn B, thi trAn Théi Lai, h. Théi Lai, tp. Can Tho
3. Tén mAw Name of sample : NUOC SINH HOAT (tt. Théi Lai, h. Théi Lai)
4. S6 lugng/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mb ta maw/ Sample description  : MAu nguyén ven, chira trong chai thiy tinh
6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Clor du mg/L 0,3 Do tai hién treong 02-1,0
4 Do duc (¥) NTU 0,29 SMEWW 2130 B-2017 2
5 |Mau sic (*) TCU <5,0 SWEWW 2120 C-2017 15
6 |Mui vi - Khéng c6 mii, vi la [SMEWW 2150&2160 - [Khong c6 mui, vi
2017 la
7 |pH (%) - 7,40 (25,7°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory won bel alf of CDC
(O

/“3{@ ( : A " éé/L\

Vin Qudc Thanh Thity

pHO GIAM BQ’C
Lam Hoang Dung

1. (*): Phuong phdp dwoc céng nhdn phit hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hign béi nha thdu phu

2. Théng tin vé mau dwoc ghi theo yéu cdu khéch hang; Két qua phan tich chi ¢6 gid tri trén mau thie .

3. Khéng duoc trich, sao 1 phan két qua néu khong cé su dong y cia Trung tdm Kiém sodt bénh tat Thanh pho Can Tho

4. Két qua diege bidu thi < 10 CFU/g cd gid tri "Khong phat hign" : Trang:t-L1

Q S6 1 Ngb Dirc K&, phudmg Tan An, quén Ninh Kiéu, thanh phé Can Tho QLQT.08-II-BM.04

& 02923 822353; DA glcl.ttksbttpct@gmail.com BH.04 (06/2019)




S Y TE THANH PHQ cAlx{ THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

oy,
SN,

— /\1
PN AOSC

VLAT 1.0379
ISO/IEC 17025:2017

Ma sb mﬁouofziggle Code: KET QU A TH()]J NGHIEM
TEST REPORT

4, NN\
orlygl

1. Tén khach hang/ Customer : TRAM CAP NUGC THOI LAI
2. Dia chi/ Address : Ap Théi Thuan B, thi trdn Théi Lai, h. Théi Lai, tp. Can Tho
3. Tén mav/ Name of sample’ : NUOC SINH HOAT (4p Théi Thuan, tt. Théi Lai)
4. S6 lugng/ Quatity :1 chai x 2000m] va 1 chai x 250ml
5. M6 ta mau/ Sample description  : MAu nguyén ven, chita trong chai thity tinh
6. Ngay nhan mau/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qué/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 \E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Clor dw mg/L 0,3 Do tai hién treong 02-1,0
4 Do duc (*) NTU 0,45 SMEWW 2130 B-2017 2
5 [Mau sic * TCU <5,0 SWEWW 2120 C-2017 15
6 |Muivi - Khéng c6 miti, vi la [SMEWW 2150&2160 - [Khéng c6 mid, vi
2017 la
7 {pH (*) - 7,31 (20,5°C) TCVN 6492:2011 6,0-85
Phu trach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

%L/
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PHO GIAM POC
Lam Hoang Diing

1. (¥): Phuwtong phdp dugc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua duoc thyc hién bdi ) nha thau phy

2. Thong tin vé méu dugc ghi theo yéu cau khdch hang; Két qua phdn tich chi c6 gid tri trén mau thi L

3. Khéng duoc trich, sao 1 phan két qué néu khong cé sw dong y ciia Trung tam Kiém sodt bénh tat Thanh ph6 Can Tho

4. Két qua diepe bidu thi < 10 CFU/g cd gid tri "Khong phdt hign" Trang:1L1

Q S61Ngo Puc K&, phuong Tan An, quan Ninh Kiéu, thanh ph6 Can Tho QLQT.08-II-BM.04

T 02923 822353; B glcl.ttksbttpct@gmail. com BH.04 (06/2019)




SO Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION
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M3 s6 mAu/ Sample Code: KET QUA THU NGHIEM
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TEST REPORT
1. Tén khach hang/ Customer : NHA MAY NUGC €O O
2. Dia chi/ Address : Ap Thanh Hung, x4 Thanh Phu, h. Co Do, tp. Can Tho
3. Tén mAw Name of sample : NUOC SINH HOAT (tai nha may)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mb ta mAw Sample description  : MAu nguyén ven, chira trong chai thiy tinh
6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 [E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014(E) <1
nhiét (*)
3 |Clor dw mg/L 0,5 Do tai hién treong 02-1,0
4 D6 duc (*) | NTU 0,30 SMEWW 2130 B-2017 2
5 [Mau séc (%) TCU <5,0 SWEWW 2120 C-2017 15
6 |Mui vi - Khoéng ¢6 miii, vi la [SMEWW 2150&2160 - Khéng cé mui, vi
2017 la
7 |pH (*) - 0,30 TCVN 6492:2011 6,0-8,5
Phu trich phong thir nghiém LANH DAO TRUNG TAM

Officer in charge of laboratory

Vi Qubc Thanh ThEY

PHO GIAM DOC
Lam Hoang Dung

L. (*): Phwong phdp duoc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua dwoc thyc hién boi nha théu phu

2. Thong tin vé mau dugc ghi theo yéu cau khdch hang Két qud phan tich chi cd gid tri trén mdéu thic

3. Khéng dwgc trich, sao 1 phan két qué néu khong cé sw déng y cia Trung tam Kiém sodt bénh tt Thanh phé Can Tho

4. Két qua dieoc biéu thi < 10 CFU/g ¢4 gid tri "Khéng phdt hién" Trang: 1/1

Q sé1 Ngé P K&, phuong Tan An, quin Ninh Kiéu, thanh pho Can Tho QLQT.08-II-BM.04

T 02923 822353, OX glcl.ttksbttpct@gmail.com BH.04 (06/2019)




SO Y TE THANH PHQ CAN THO )
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION
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M3 s6 maw/ Sample Code: KET QU A THfr NGHIEM

00215.23
TEST REPORT
1. Tén khach hang/ Customer :NHA MAY NUGC €O O
2. Pia chi/ Address : Ap Thanh Hung, x& Thanh Phu, h. Co D6, tp. Can Tho
3. Tén maw/ Name of sample : NUOC SINH HOAT (Thanh Phi, Co Do)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Mb ta maw/ Sample description  : MAu nguyén ven, chita trong chai thiy tinh
6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodgc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014.(E) <1
nhiét (*)
3 |Clor duw mg/L 04 Po tai hién truong 02-1,0
4 Db duc (%) NTU 0,32 SMEWW 2130 B-2017 2
5 |Mau sic (*) TCU <5,0 SWEWW 2120 C-2017 15
6 |Mui vi - Khéng ¢6 mui, vi la [SMEWW 2150&2160 - [Khong c¢6 mui, vi
2017 la
7 |pH (¥) - 7,32 (23,7°C) TCVN 6492:2011 6,0-8,5
Phu triach phong thiér nghi€ém LANH PAO TRUNG TAM

Officer in charge of laboratory

97

Tharh ThiY

A
Viin Quoc ; o
GIAM POC
Lam Hoang Diing

1. (¥): Phwong phdp dugc cong nhdn phis hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hign boi nha thdu phy

2. Théng tin vé mdu dwoc ghi theo yéu cau khdch hang; Két qua phdn tich chi cé gid tri trén mdu thir o

3. Khong dwoc trich, sao 1 phan két qua néu khdng cé su déng y cia Trung tam Kiém sodt bénh tdt Thanh pho Can Tho

4. Két quad durge biéu thi < 10 CFU/g cd gid tri "Khong phdt hién" Trang: 1/1

Q S 1 Ngo Purc K&, phudng Tan An, quan Ninh Kiéu, thinh pho Can Tho QLQT.08-1I-BM.04

W 02923 822353; B< gll. ttksbttpct@gmail.com BH.04 (06/2019)




SO Y TE THANH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION
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Ma s6 maw/ Sample Code: KET QU A THU NGHIEM

00216.23
TEST REPORT
1. Tén khéch hang/ Customer : NHA MAY NUGC €O PO
2. Dia chi/ Address : Ap Thanh Hung, x4 Thanh Phu, h. Co D¢, tp. Can Tho
3. Tén miw/ Name of sample : NUGC SINH HOAT (tt. Co D6, h. Co Dé)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. Md ta maw/ Sample description  : MAu nguyén ven, chita trong chai thiy tinh
6. Ngay nhan maw/ Receiving date  : 14/03/2023 Ngay tra két qua/ Issued date: 23/3/2023
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100ml 0 ISO 9308-1: 2014 (E) <3
2 |E.coli hodc Coliform chiu CFU/100ml 0 ISO 9308-1: 2014 (E) <i
nhiét (*)
3 |Clor du mg/L 0,3 Do tai hién tradng 02-1,0
4 D0 duc (*) NTU 0,32 SMEWW 2130 B-2017 2
5 [Mau sic (*) TCU <50 SWEWW 2120 C-2017 15
6 |Mui vi - Khong c6 mu, vi la [SMEWW 215082160 - Khéng c6 mui, vi
2017 la
7 [pH () - 7,38 (25,0°C) TCVN 6492:2011 6,0-85
Phu trich phong thir nghiém LANH DAO TRUNG TAM

Officer in charge of laboratory

g

Viin Qudc Thanh Thi

Lam Hoang Diing

1. (*): Phuong phdp dugc cong nhdn phu hop theo ISO/IEC 17025, (1): Két qua dugc thyc hign boi nha thdu phu

2. Théng tin vé mau dugc ghi theo yéu cau khdch hang; Két ‘qud phadn tich chi ¢d gid tri trén méu thit

3. Khong dugc trich, sao 1 phan két qua néu khéng c6 sw déng y ciia Trung tam Kiém sodt bénh tdt Thanh phé Can Tho

4. Két qua diege biéu thi < 10 CFU/g cd gid tri "Khong phdt hién" Trang: 1/1

Q S6 1 Ngbd Puc Ké, phuong Tan An, quin Ninh Kidu, thanh phé Cén Tho QLQT.08-1I-BM.04
™ 02923 822353; DA glcl. ttksbttpct@gmail.com BH.04 (06/2019)




