M3 s6 mau/ Sample Code:
01080.25

1. Tén khach hang/ Customer
2. Pia chi/ Address

3. Tén maw/ Name of sample

4. S6 lwong/ Quatity
5. M6 ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

N3
N
imﬁ AOSC

7 3 VLAT 1.0379
i ISO/IEC 17025:2017

KET QUA THU NGHIEM
TEST REPORT

:NHA MAY NUGC TRA NOC

: 12A KCN Tra Néc 2, phuong Phuée Théi, thanh phé Can Tho

: NUOC SINH HOAT (tai nha may)

-1 chai x 1000ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhan mau/ Receiving date  : 05/09/2025 Ngay tra két qua/ Issued date: 16/9/2025
TT/ Chi tiew/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Ham luong Asen (¥) mg/L Khéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
4 b6 duc (*) NTU 0,27 SMEWW 2130 B:2023 2
5 [Mau sc (%) TCU <5,0 SWEWW 2120 C:2023 15
Clo du tw do mg/L 0,6 Do tai hién treong  [Trong khoang 0,2
-1,0
7 [pH (*) - 7,11 (24,6°C) TCVN 6492:2011 6,0-85
Mui - Khéng co muila [SMEWW 2150 & 2160 : [ Khong ¢6 mui la
2023
9 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)

Phu trach phong thir nghi€ém
Officer in charge of laboratory

ThS. Nguyén Thi Thanh My

1. (*): Phuong phdp dugc céng nhdn phu hop theo ISO/IEC 17025,+(1): Két qua dueoc thyc hién boi nha thau phu
2. Théng tin vé mau duoc ghi theo yéu cau khdch hang; Két 'qud phdn tich chi cd gid tri trén mdu thir
3. Khong duogc trich, sao 1 phan két qua néu khéng cé su dong y ciia Trung tém Kiém sodt bénh tat Thanh phé Cén Tho
4. Két qua diepe biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

Q Sé 1 Ngb Puc Ké, phuong Tan An, quin Ninh Kiéu, thanh phd Can Tho
7 02923 822353; & 02923 753788; DA glcl. ttksbitpct@gmail.com

QTQL.0g8RE ol '
BH.04 (06/2019)




M3 s6 mau/ Sample Code:
01081.25

1. Tén khach hang/ Customer
2. Pia chi/ Address
3. Tén maw Name of sample

4. Sb luong/ Quatity
5. Mb ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

\\'//
\_/

///_Q\ AOSC

CIMN

VLAT 1.0379
ISO/EC 17025:2017

KET QUA THU NGHIEM

TEST REPORT
: NHA MAY NUOC TRA NOC
: 12A KCN Tra Néc 2, phudng Phuée Théi, thanh phd Can Tho
: NUOC SINH HOAT (Cong doan KCN tra Néc)
:1 chai x 1000ml va 1 chai x 250ml

: Mau nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

6. Ngay nhan maw/ Receiving date  : 05/09/2025 Ngay tra két qua/ Issued date : 16/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliforms (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Ham lwong Asen (*) mg/L Khoéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
4 D06 duc (*) NTU 0,32 SMEWW 2130 B:2023 2
Mau sic @) TCU <5,0 SWEWW 2120 C:2023 15
Clo dw tw do mg/L 0,5 Do tai hién truong  [Trong khoang 0,2
-1,0
7 |pH (%) - 7,12 (23,4°C) TCVN 6492:2011 6,0-8,5
8 |Mui - Khéng co muila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
9 |Permanganat (*) mg/L 0,64 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khoéng phat hién EPA 350.2(1997)
theo N) (MLOD = 0,03)
Phu trich phong thi nghiém ANH PAO TRUNG TAM
Officer in charge of laboratory
V4 V4
X s anhMy HO G
hS. Nguyén Thi Th 2HO GL/ ;
Ths. B8 Tran Truong Chinh
1. (*): Phwong phdp dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hién boi nha thau phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két 'qud phdn tich chi cé gid tri trén mdu thir
3. Khong duegc trich, sao 1 phan két qué néu khéng cé sw dong y ciia Trung tdm Kiém sodt bénh tdt Thanh phd Cén Tho
4. Két qua degc biéu thi < 10 CFU/g c6 gid tri "Khong phat hién"
Q S6 1 Ngb Pirc K&, phuong Tan An, quan Ninh Kiéu, thanh phé Can Tho QTQL.0&" B df !
7 02923 822353; & 02923 753788; X glcl. ttksbttpct@gmail.com BH.04 (06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

Wy,
= /\’
/@: AOSC

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

M s6 mAiu/ Sample Code: Pl i
01082.25 KET QUA THU NGHIEM
TEST REPORT
1. Tén khéch hang/ Customer : NHA MAY NUGC TRA NOC
2. Dia chi/ Address : 12A KCN Tra Néc 2, phudong Phude Théi, thanh phd Can Tho
3. Tén maw Name of sample : NUOC SINH HOAT (Nguyén Chi Thanh, p Théi An Déng)
4. Sb luong/ Quatity :1 chai x 1000ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : MAu nguyén ven
6. Ngay nhan mau/ Receiving date  : 05/09/2025 Ngay tra két qua/ Issued date: 16/9/2025
TT/ Chi tiéu/ on vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100mL <1 1SO 9308-1: 2014 (E) <1
2 |E.coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 [Ham lueong Asen (*) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
4 D6 duc (¥) NTU 0,24 SMEWW 2130 B:2023 2
Mau sic * TCU <5,0 SWEWW 2120 C:2023 15
Clo duw tw do mg/L 04 Do tai hién treong  [Trong khoang 0,2
-1,0
pH (*) - 7,12 (23,6°C) TCVN 6492:2011 6,0-85
Mui - Khong co muila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
9 |Permanganat (*) mg/L 0,64 TCVN 6186:1996 2
10 |Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997)
theo N) (MLOD = 0,03)
Phu triach phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

2

ThS. Nguyén Thi Thanh My = PHO GIAM poC

Tran Truong Chinh

1. (*): Phuong phdp duoc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hién boi nha théu phy

2. Thong tin vé mau dwgc ghi theo yéu cau khdch hang; Két 'quad phan tich chi c6 gid tri trén mdu thir

3. Khong dugc trich, sao 1 phén két qua néu khéng c6 sw dong y ciia Trung tém Kiém sodt bénh tdt Thanh phé Cén Tho
4. Két qua duge biéu thi < 10 CFU/g c6 gid tri "Kho ong phat hién"

Q S6 1 Ngo Dirc Ké, phudng Tan An, quan Ninh Kiéu, thanh phd Can Tho QTQL.oeKg o !

02923 822353; & 02923 753788; B2 glcl. ttksbttpct@gmail.com BH.04

(06/2019)




Ma sé mau/ Sample Code:

01083.25

1. Tén khach hang/ Customer
2. bia chi/ Address

3. Tén maw/ Name of sample

4. S6 luong/ Quatity

5. M6 ta maw/ Sample description

SOY T}é THAI;IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

KET QUA THU NGHIEM

S,
;*i\\\_//:

/_\
AN

,,, RS
hulid ISO/IEC 17025:2017

TEST REPORT
: NHA MAY NUGC TRA NOC

- 12A KCN Tra Néc 2, phuong Phuée Thai, thanh phd Can Tho
: NUOC SINH HOAT (Trwong Vin Dién, p. Phuéc Théi)

:1 chai x 1000ml va 1 chai x 250ml

: MAu nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

N N
S AOSC

VLAT 1.0379

6. Ngay nhan mau/ Receiving date  : 05/09/2025 Ngay tra két qua/ Issued date : 16/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuén/
No. Parameter Unit Result Test method Standard
Coliforms (*) CFU/100mL <1 1SO 9308-1: 2014 (E) <1
2 |E.coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhigt (*)
3 |Ham leong Asen (*) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
4 Do duc (¥) NTU 0,35 SMEWW 2130 B:2023 2
Mau séc (*) TCU <5,0 SWEWW 2120 C:2023 15
Clo du t do mg/L 0,4 Do tai hién treong  [Trong khoang 0,2
-1,0
7 |pH(* - 7,10 (23,8°C) TCVN 6492:2011 6,0-85
Mui - Khong coé muila [SMEWW 2150 & 2160 : Khong cé mui la
2023
9 |Permanganat (*) mg/L 0,48 TCVN 6186:1996 2
10 [Amoni (NHs va NH4* tinh mg/L Khong phat hién EPA 350.2(1997)
theo N) (MLOD = 0,03)
Phu trach phong thir nghiém __LANH PAO TRUNG TAM

Officer in charge of laboratory

%

ThS. Nguyén Thi

i Thanh My

\
£
!"\‘ 4 /
1/, Y ww
- / /U
7
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/:@ behglf of CDC

Z[//L_/

MbpdC
Tran Truong Chinh

1. (*): Phuong phdp dugc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua duoc thuc hién boi nha thau phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két 'qua phan tich chi co gid tri trén mdu thir
3. Khong dugc trich, sao 1 phan két qua néu khéng cé su déng y ciia Trung tam Kiém sodt bénh tt Thanh phd Can Tho
4. Két qua dwoc biéu thi < 10 CFU/g cé gia tri "Khong phdt hign"

Q S6 1 Ngb Pirc Ké, phuong Tan An, quin Ninh Kiéu, thanh phd Can Tho
02923 822353; & 02923 753788; DX glcl.ttksbttpct@gmail.com

QTQL .0 8k& ol
BH.04 (06/2019)




M3 s6 miu/ Sample Code:
01107.25

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén maw/ Name of sample

4. Sb luong/ Quatity

SOY T}i: THAI}IH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

N
T AOSC

VLAT 1.0379
ISONEC 17025:2017

KET QUA THU NGHIEM

TEST REPORT

: NHA MAY NUGC O MON

: Kim Ddng, phuong O Mon, thanh phd Cén Tho
: NUOC SINH HOAT (tai nha may)

:1 chai x 1000 ml va 1 chai x 250 ml

5. Mb ta mau/ Sample description  : M3u nguyén ven
6. Ngay nhan mau/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date: 18/9/2025
TT/ Chi tiéuw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform tong s6’ (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
Mau séc TCU <5,0 SMEWW 2120 C:2023 15
4 |Mui - Khéng cé muila [SMEWW 2150 & 2160 : | Khong 6 mui la
2023
5 |pH (*) - 6,81 (22,4°C) TCVN 6492:2011 Trong khoang
6,0-8,5
6 |Po duc (*) NTU 0,40 SMEWW 2130 B:2023 2
Arsenic (As) (%) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du tw do mg/L 0,5 Do tai hién treong | Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,96 TCVN 6186:1996 2
10 |Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trich phong thir nghi¢ém LANH PAO TRUNG TAM

Officer in charge of laboratory

k-

ThS. Nguyén Thi Thanh My

. On behalf of CDC

PHGGIAM POC

Ha Tan Vinh

1. (*): Phuong phdp dugc cong nhan phit hop theo ISO/IEC 17025; (1): Két qua dwoc thic hién boi nha théu phu

2. Thong tin vé mdu duwgc ghi theo yéu cau khdch hang; Két qud phdn tich chi c6 gid tri trén mdu thie

3. Khong dugc trich, sao 1 phan két qua néu khéng cé sw dong y cia Trung tém Kiém soat bénh tdt Thanh phé Can Tho
4. Két qua dwoc biéu thi < 10 CFU/g c6 gid tri "Khong phdt hién"

Q S6 1 Ngb Pirc K&, phuong Tan An, quan Ninh Kidu, thanh phé Cin Tho QTQL.05 BEL0 3
02923 822353; & 02923 753788; 5 glcl. ttksbtipct@gmail.com BH.04 (06/2019)




M3 s6 maw Sample Code:

01108.25

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén mAw/ Name of sample

4. S6 luong/ Quatity

SOY Tﬁ THAI:IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

W,
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\/

/@g AOSC
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VLAT 1.0379
ISOMEC 17025:2017

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM
TEST REPORT

-NHA MAY NUGC O MON

: Kim Pdng, phuong O Mén, thanh phé Cén Tho
: NUOC SINH HOAT (86 O Mo6n)
:1 chai x 1000 ml va 1 chai x 250 ml

5. Mb ta mAw/ Sample description  : Miu nguyén ven
6. Ngay nhan mau/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date : 18/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuin/
No. Parameter Unit Result Test method Standard
Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Mau sic TCU <5,0 SMEWW 2120 C:2023 15
4 |Mui - Khéng co muila [SMEWW 2150 & 2160 : [ Khong c6 mui la
2023
5 [pH (%) - 6,63 (23,7°C) TCVN 6492:2011 | Trong khoang
6,0-8,5
Do duc (*) NTU 0,34 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 [Clo du te do mg/L 0,4 Do tai hién treong | Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trach phong thi nghiém LANH;BA\O TRUNG TAM
Officer in charge of laboratory On b\fzﬁlf of CDC

L

ThS. Nguyén Thi Thanh My

No)
5

PHOGIAM POC

Ha Tan

L. (¥): Phuong phdp dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hign boi nha thau phu

2. Théng tin vé mau dugc ghi theo yéu cau khach hang; Két qua phan tich chi cé gid tri trén mau thir

3. Khéng duoc trich, sao 1 phan két qua néu khong cé sw dong y cia Trung tém Kiém soat bénh tdt Thanh phé Can Tho
4. Két qua dwoc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién”

Vinh

Q S6 1 Ngb Pirc Ké, phudng Tan An, quin Ninh Kiéu, thanh phd Can Tho
02923 822353; & 02923 753788; DX glcl.ttksbtipct@gmail.com

QTQL oW IZRL4
BH.04 (06/2019)




Ma s6 mau/ Sample Code:

01109.25

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén maw/ Name of sample

4. S6 lwong/ Quatity

5. M6 ta maw/ Sample description

SOY Tf: THAI:IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

NS
S,
im/\\

7SN\

/II\\

VLAT 1.0379

ISONEC 17025:2017

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

f A&

KET QUA THU NGHIEM
~ TESTREPORT

:NHA MAY NUGC O MON

: Kim DPdng, phudong O Mén, thanh phé Cén Tho

: NUGC SINH HOAT (180 O M6én)

:1 chai x 1000 ml va 1 chai x 250 ml

: Mau nguyén ven

6. Ngay nhan mau/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date: 18/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phéap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
Mau sic TCU <5,0 SMEWW 2120 C:2023 15
Mui - Khéng c6 muila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
5 |pH (*) - 6,74 (22,3°C) TCVN 6492:2011 Trong khoang
6,0-8,5
6 |Do6 duc (*) NTU 0,80 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L | Khongphathién | TCVN 6626:2000 0,01
(MLOD = 0,001)
8 [Clo du tu do mg/L 0,4 Do tai hién treong | Trong khoang
' 0,2-1,0
9 |Permanganat (*) mg/L 0,96 TCVN 6186:1996 2
10 |Amoni (NH; va NH4* tinh | mg/L | Khéng phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trach phong thir nghi¢ém LANH PAO TRUNG TAM
Officer in charge of laboratory /@lﬂ%}( of CDC
.

J

ThS. Nguyén Thi Thanh My

PHOGIAM BOC
~ AZ o
Ha Tan Vink
1. (¥): Phuong phdp dugc cong nhdn phi hop theo ISO/IEC 17025, (1): Két qua dwgc thic hién boi nha thau phu
2. Thong tin vé mdu dugc ghi theo yéu cau khdch hang; Két 'qud phan tich chi cé gid tri trén mau thir
3. Khong duoc trich, sao 1 phan két qua néu khong cé sw dong ¥ cia Trung tém Kiém sodt bénh tdt Thanh phé Cén Tho
4. Két qua dwoc biéu thi < 10 CFU/g cé gid tri "Khong phdt hién" . T
£ A TV R R - AN A \ A 3 rgpes 1771
@ S6 1 Ngb buc Ke, phudng Tan An, quan Ninh Kiéu, thanh ph6 Can Tho QTQL.Oé-ﬁIﬁ.M
02923 822353; & 02923 753788; DX glcl.ttksbttpct@gmail.com BH.04 (06/2019)




SOY Tﬁ THAIZ\IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

W,
N,

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

_ focies FAV
Mﬁ 56 méiU/ Sample COde.' . /’ e |$0XIE€T1;0?5729017 -
01114.25 KET QUA THU N GHIEM
TEST REPORT
1. Tén khach hang/ Customer : TRAM CAP NUGC THOI LAI

2. Pia chi/ Address
3. Tén maw/ Name of sample

4. S6 luong/ Quatity
5. M6 ta maw/ Sample description

- Ap Théi Thuan B, xa Théi Lai, thanh phd Can Tho
: NUOC SINH HOAT (tai tram)
:1 chai x 1000 ml va 1 chai x 250 ml

: Mau nguyén ven

6. Ngay nhan mau/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date : 18/9/2025
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform tong so” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodgc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Mau sic TCU <5,0 SMEWW 2120 C:2023 15
4 |Mui - Khong coé muila [SMEWW 2150 & 2160 : [ Khong c6 mui la
2023
5 [pH (%) - 6,68 (23,8°C) TCVN 6492:2011 | Trong khoang
6,0-8,5
6 |Po duc (¥) NTU 0,27 SMEWW 2130 B:2023 2
7 [Arsenic (As) (*) mgL | Khéngphathién | TCVN 6626:2000 0,01
(MLOD = 0,001)
8 [Clo du tw do mg/L 0,5 Do tai hién truong | Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory On behalf of CDC

ThS. Nguyén Thi Thanh My

Hi Tan Vinh

1. (*): Phuong phdp dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua dugc thyc hign boi nha thau phu
2. Thong tin vé mau duwgc ghi theo yéu cau khdch hang; Két 'qud phan tich chi cd gid tri trén mdu thir
3. Khong dugc trich, sao 1 phan két qua néu khéng cé s dong y ciia Trung tim Kiém sodt bénh tt Thanh phé Cén Tho

4. Két qua duwgc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién" Trang—17/1
Q S6 1 Ngo Durc K&, phuong Tan An, quan Ninh Kiéu, thanh phé Can Tho QTQL.08-BM.04
02923 822353; & 02923 753788; DX glcl.ttksbtipct@gmail.com BH.04 (06/2019)



M3 sb mAu/ Sample Code:

01115.25

1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén mau/ Name of sample

4. S6 luong/ Quatity

SOY T}i THANH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

\\I/,
SN
il‘&//,
N
AN

KET QUA THU NGHIEM

TEST REPORT
: TRAM CAP NUGC THOI LAI

: Ap Théi Thuan B, x4 Théi Lai, thanh phd Cén Tho
: NUOC SINH HOAT (Théi Thuin, Théi Lai)
:1 chai x 1000 ml va 1 chai x 250 ml

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

A‘&

VLAT 1.0379
ISONIEC 17025:2017

5. M6 th maw/ Sample description  : MAu nguyén ven
6. Ngay nhan maw/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date : 18/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 [Mau sic TCU <5,0 SMEWW 2120 C:2023 15
4 |Mui - Khong comuila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
5 |[pH (%) - 6,69 (24,6°C) TCVN 6492:2011 Trong khoang
6,0-8,5
6 |Do duc (*) NTU 0,34 SMEWW 2130 B:2023 2
Arsenic (As) () mg/L | Khongphathién | TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clodutwe do mg/L 0,4 Do tai hién truong | Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2
10 |Amoni (NH; va NH4* tinh mg/L Khoéng phéat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trach phong thé nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

%

ThS. Nguyén Thi Thanh My

" On T\?zalfof CDC

/,c_f;t»&

/

Ha Tan th
L. (*): Phuong phdp dugc cong nhdn phi hop theo ISO/IEC 17025, (1): Két qua dwge thuc hién boi nha thdu phu
2. Théng tin vé mau diwgc ghi theo yéu cau khdch hang; Két 'qud phan tich chi ¢ gid tri trén méu thir
3. Khong duoc trich, sao 1 phan két qua néu khong cé s dong y ciia Trung tam Kiém sodt bénh tt Thanh phé Can Tho
4. Két qud duoc biéu thi < 10 CFU/g cé gid tri "Khong phdt hién" - 2
7 7 N X ) FEPY 1rang:—1
¢ S6 1 Ngo birc Ké, phudng Tan An, quan Ninh Kiéu, thanh ph6é Can Tho QTQL.O8-B1§[.O4
R 02923 822353; & 02923 753788; XX glcl. ttksbtipct@gmail.com BH.04 (06/2019)
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SG Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

\_/
[ /@ AOSC
Mﬁ 56 mQU/ Sanlple COde.' ~ Y |soxgc\:;oozas7zgo17
or11e.23 KET QUA THUN GHIEM
TEST REPORT
1. Tén khach hang/ Customer : TRAM CAP NUOC THOI LAI

2. Dia chi/ Address
3. Tén mAw/ Name of sample
:1 chai x 1000 ml va 1 chai x 250 ml

: Mau nguyén ven

4. S6 luong/ Quatity
5. M6 ta maw/ Sample description

: Ap Thai Thuln B, x3 Théi Lai, thanh phé Can Tho
: NUOC SINH HOAT (9 Théi Thuan B, Théi Lai)

6. Ngay nhan maw/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date: 18/9/2025
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform téng s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Mau sic TCU <5,0 SMEWW 2120 C:2023 15
4 |Mui - Khong co muila [SMEWW 2150 & 2160 : | Khong ¢6 mui la
2023
5 |pH (*) - 6,87 (22,8°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (*) NTU 0,96 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L Khoéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clodu tw do mg/L 0,4 Do tai hién treong Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,96 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khéng phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trach phong thir nghiém LANI!_ PAO TRUNG TAM

Officer in charge of laboratory

J—

ThS. Nguyén Thi Thanh My

1. (*): Phucong phdp dwoc céng nhdn phi hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hién boi nha thdu phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két 'qua phan tich chi co gia tri trén mdu thir
3. Khong dugc trich, sao 1 phan két qua néu khong cé sy dong y ciia Trung tam Kiém sodt bénh tat Thanh phé Can Tho

pHO GIAM podC
Ha Tan Vinh

4. Két qua duwoc biéu thi < 10 CFU/g cd gid tri "Khéng phdt hign" Trang: 1/1
Q S6 1 Ngb Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh phé Can Tho QTQL.08-BM.04
02923 822353; & 02923 753788; DX glcl. ttksbttpct@gmail.com BH.04 (06/2019)



Ma s6 mau/ Sample Code:

01117.25

1. Tén khach hang/ Customer
2. bia chi/ Address

3. Tén maw Name of sample

4. S6 luong/ Quatity

5. Mb ta maw/ Sample description

SGY Tﬁ THAI:IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

S,

/_\

@
AR

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

A&

VLAT 1.0379
ISONEC 17025:2017

KET QUA THU NGHIEM
TEST REPORT

: NHA MAY NUGC CO PO
: Ap Thanh Hung, x4 Thanh Pht, thanh Phé Can Tho

: NUOC SINH HOAT (tai nha may)
:1 chai x 1000 ml va 1 chai x 250 ml

: M&u nguyén ven

6. Ngay nhan maAw/ Receiving date  : 09/09/2025 Ngay tra két qué/ Issued date: 18/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hogc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
3 |Mau sic TCU <5,0 SMEWW 2120 C:2023 15
4 |Mui - Khéng cé muila [SMEWW 2150 & 2160 : | Khéng c¢é mui la
2023
5 |pH (*) - 6,82 (22,8°C) TCVN 6492:2011 Trong khoang
6,0-8,5
6 D6 duc (*) NTU 0,36 SMEWW 2130 B:2023 2
Arsenic (As) (*) mg/L | Khéngphathién | TCVN 6626:2000 0,01
(MLOD = 0,001)
8 [Clo du tw do mg/L 0,5 Do tai hién truong | Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,64 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997) 1
theo N) (MLOD = 0,03)
Phu trach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory , //517 behalf of CDC

y/

ThS. Nguyén Thi Thanh My

PHOGIAM pOC
Ha Tan Vinh

L. (*): Phuong phdp duwoc cong nhdn Pphit hop theo ISO/IEC 17025, (1): Két qua dugc thuc hién boi nha théu phu

2. Thong tin vé mau dwogc ghi theo Yyéu cau khdch hang; Két 'qud phan tich chi c6 gid tri trén mau thie

3. Khong duoc trich, sao 1 phan két qua néu khong cé sw dong y ciia Trung tam Kiém sodt bénh tgt Thanh phé Can Tho
4. Két qua duoc biéu thi < 10 CFU/g cé gid tri "Khong phdat hién"

Trang: 1/1

Q S6 1 Ngo Dirc K&, phuong Tan An, quén Ninh Kiéu, thinh phd Can Tho
78 02923 822353; & 02923 753788; IX glcl. ttksbttpct@gmail.com

QTQL.08-BM.04
BH.04 (06/2019)




M s6 maw/ Sample Code:

01118.25

1. Tén khach hang/ Customer
2. Pia chi/ Address

3. Tén mAw/ Name of sample

4. S6 luong/ Quatity

SGY Tf: THAI:IH PHQ CAN THO
TRUNG TAM KIEM SOAT BENH TAT

S
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CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

A&

VLAT 1.0379
ISONEC 17025:2017

KET QUA THU NGHIEM

:NHA MAY NU(%SC%%EPOR a

: Ap Thanh Hung, x4 Thanh Pht, thanh Phé Cén Tho

: NUOC SINH HOAT (4p Thanh Pht)
:1 chai x 1000 ml va 1 chai x 250 ml

5. Mb ta maw/ Sample description  : Mau nguyén ven
6. Ngay nhan maw Receiving date  : 09/09/2025 Ngay tra két qué/ Issued date: 18/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuén/
No. Parameter Unit Result Test method Standard
Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodgc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
Mau séc TCU <5,0 SMEWW 2120 C:2023 15
Mui - Khong co muila [SMEWW 2150 & 2160 : | Khong ¢6 mui la
2023
5 |pH (%) - 6,74 (23,8°C) TCVN 6492:2011 | Trong khoang
6,0-8,5
Do duc (*) NTU 0,32 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du te do mg/L 0,4 Do tai hién treong | Trong khoang
0,2-1,0
9 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khoéng phat hién EPA 350.2(1997) 1
theo N) (MLOD =0,03)
Phu trach phong thir nghiém Lél\IEBA TRUNG TAM

Officer in charge of laboratory

ThS. Nguyén Thi Thanh My

Ha T4n Vinh
1. (*): Phuong phdp duoc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua dwge thic hién boi nha thdu phy
2. Thong tin vé mdu duoc ghi theo Yyéu cau khdch hang Két ' qud phdn tich chi ¢d gid tri trén méu thie
3. Khong duoc trich, sao 1 phdn két qua néu khéng co sw dong y ciia Trung tam Kiém soat bénh tgt Thanh phé Cén Tho
4. Két qua dwoc biéu thi < 10 CFU/g cd gid tri "Khong phdt hién" Trang: 1/1

Q S6 1 Ngé Prrc Ké, phudong Tan An, quan Ninh Kiéu, thanh ph Cin Tho
02923 822353; & 02923 753788; B glcl. ttksbtipct@gmail.com

QTQL.08-BM.04
BH.04 (06/2019)
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SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

M3 s& mAu/ Sample Code: ) ek -
01119.25 KET QUA f HU NGHIEM
TEST REPORT
1. Tén khach hang/ Customer : NHA MAY NUGC CO bO

2. Pia chi/ Address
3. Tén maw/ Name of sample

4. Sb luong/ Quatity
5. Mb ta maw/ Sample description

: Ap Thanh Hung, x Thanh Pht, thanh Phé Can Tho
: NUOC SINH HOAT (xa Co D9)
:1 chai x 1000 ml va 1 chai x 250 ml

: MAu nguyén ven

6. Ngay nhan maw/ Receiving date  : 09/09/2025 Ngay tra két qua/ Issued date: 18/9/2025
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Coliform t6hg s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |E.Coli hodgc Coliform chiu CFU/100mL <1 ISO 9308-1: 2014 (E) <1
nhiét (*)
Mau sac TCU <5,0 SMEWW 2120 C:2023 15
Mui - Khéng cé muila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
5 |pH (*) - 6,81(24,7°C) TCVN 6492:2011 Trong khoang
6,0-8,5
6 |bo duc (*) NTU 0,36 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du ti do mg/L 0,4 Do tai hién treong | Trong khoang
0,2-1,0
9 [Permanganat (*) mg/L 0,96 TCVN 6186:1996 2
10 [Amoni (NH; va NH4* tinh mg/L Khong phat hién EPA 350.2(1997) 1
theo N) (MLOD =0,03)
Phu trich phong thit nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory

~On behalf of CDC

g

ThS. Nguyén Thi Thanh My

a AL e .
Ha Tén Vinh
1. (*): Phuong phdp duwgc cong nhén phit hop theo ISO/IEC 17025, (1): Két qua dieoc thyce hién boi nha thdu phu
2. Théng tin vé mau dugc ghi theo yéu cau khdch hang; Két qua phan tich chi c gid tri trén mau thir
3. Khong dugc trich, sao 1 phan két qua néu khong cé si dong y ciia Trung tim Kiém sodt bénh tét Thanh phé Cdn Tho
4. Két qua dwgc biéu thi < 10 CFU/g c6 gié tri "Khong phdt hién" Trane il
Q S6 1 Ngo Dire Ké, phudng Tan An, quan Ninh Kidu, thanh phé Cin Tho QTQL.08-BM.04
02923 822353; & 02923 753788; X glcl.ttksbttpct@gmail.com BH.04 (06/2019)



