M3 s6 mauw/ Sample Code:

01623.26

1. Tén khach hang/ Customer

2. DPia chi/ Address

3. Tén maw/ Name of sample

4. Sb luong/ Quatity

5. Md ta maw/ Sample description

SOY TE THANH PHO CANTHO
TRUNG TAM KIEM SOAT BENH TAT

S,
/%
\Ed//

e AOSC
o, N W VLAT 1.0379
Pl ISO/EC 17025:2017

KET QUA THU N GHIEM
TEST REPORT

: TRAM CAP NUGC THOI LAI

: Ap Théi Thuén B, xa Théi Lai, thanh phé Can Tho
: NUOC SACH (tai tram)
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

6. Ngay nhan maw/ Receiving date  : 11/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiéu/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuén/
No. Parameter Unit Result Test method Standard
1 |Coliform téng so’ (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 |Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 [Mui Khong cé muila [SMEWW 2150 & 2160 : | Khong ¢6 mui la
2023
5 [pH (*) - 7,94 (23,9°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (¥) NTU 0,43 SMEWW 2130 B:2023 2
Arsenic (As) (¥) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo dw tw do mg/L 0,65 Do tai hién truong  [Trong khoang 0,2
-1,0
9 |Amoni (NHs va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 1,44 TCVN 6186:1996 2

Nhin xét: “Tiéu chudn” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chudn ky thuat qudc gia vé

chat luong nuwdc sach str dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

LANH PAO TRUNG TAM

Ttan Tnfdng Chinh

1. (*): Phuong phdp dugc cong nhén phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hién boi nha théu phu
2. Théng tin vé mau duwgc ghi theo yéu cau khdch hang; Két ‘qua phan tich chi cd gid tri trén mau thir
3. Khong dugc trich, sao 1 phan két qua néu khong co sw dong y ctia Trung tém Kiém sodt bénh tat Thanh phé Can Tho

4. Két qua duwoc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

Trang: 1/1

9 S6 1 Ngo Drre Ké, phuong Ninh Kiéu, thanh phé Cin Tho

7 02923 822351,

D4 glcl.ttksbtpct@gmail.com

QLQT.08-1I-BM.04

BH.04 (06/2019)




SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
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1SONEC 17025 2017

KET QUA THU NGHIEM
TEST REPORT

: TRAM CAP NUGC THOI LAI
- Ap Thoi Thuan B, xa Théi Lai, thanh ph Can Tho

M s6 mau/ Sample Code:
01624.26

1. Tén khéach hang/ Customer
2. Dia chi/ Address

3. Tén maw/ Name of sample
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

4. Sb luong/ Quatity
5. Mb ta maw/ Sample description

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

: NUOC SACH (H¢ Duong Thong kv Théi Binh A2)

6. Ngay nhan maw Receiving date  : 11/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiéw/ on vi tinh/ Két qua/ Phuong phép/ Tiéu chuén/
No. Parameter Unit Result Test method Standard
1 |Coliform téng sé” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 [Mau séc (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khoéng co muila [SMEWW 2150 & 2160 : [ Khong ¢ mui la
2023
5 |pH (*) - 7,99 (23,8°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (¥) NTU 0,41 SMEWW 2130 B:2023 2
Arsenic (As) () mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001) '
8 |Cloduw tw do mg/L 0,4 Do tai hién treong [Trong khoang 0,2
-1,0
9 |Amoni (NHs va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 [Permanganat (¥) mg/L 1,28 TCVN 6186:1996 2

Nhin xét: “Tiéu chudn” dwgc tham chiéu theo QCVN 01-1:2024/BYT Quy chuén kj thuat qudc gia vé

chéat lwong nudce sach st dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

‘7/

?ﬁgﬁéuyén 'Thi Thanh My

L. (*): Phuong phdp dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua dwoc thuc hién boi nha théu phu

2. Théng tin vé mau dugc ghi theo yéu cau khach hang; Két ‘qua phdn tich chi ¢ gid tri trén mau thir

3. Khéng dugc trich, sao 1 phdn két qua néu khong cé sw dong y ciia Trung tém Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qua dieoc bidu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

LANH PAO TRUNG TAM

Trang: 1/1

Q sii Ngb Pirc Ké, phuong Ninh Kiéu, thanh phd Can Tho
7 02923 822351, D} qlcl.ttksbttpct@gmail.com

QLQT.08-I1I-BM.04

BH.04 (06/2019)




M s6 miu/ Sample Code:
01625.26

1. Tén khach hang/ Customer
2. DPia chi/ Address

3. Tén mau/ Name of sample
4. S6 luong/ Quatity

5. M6 ta mau/ Sample description

SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

WV,

Sy AOSC

% NN
(AR

VLAT 1.0379
ISO/IEC 17025:2017

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM

TEST REPORT

: TRAM CAP NUGC THOI LAI

: Ap Théi Thuén B, x& Théi Lai, thanh phd Can Tho

: NUOC SACH (H¢ Nguyén Vin Khéi, ip Dong Loi)
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhian mau/ Receiving date : 11/06/2026 Ngay tra két qua/ Issued date :  23/6/2026
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform téng s6'(*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 1SO 9308-1: 2014 (E) <1
3 [Mau séc (*) TCU 5,12 SMEWW 2120 C:2023 15
4 |Mui Khéng cé muila | SMEWW 2150 & 2160 : | Khong c6 mui la
2023
5 [pH (%) - 7,66 (23,4°C) TCVN 6492:2011 Trong khoang
6,0-8,5
D6 duc (%) NTU 0,38 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L Khéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du tirdo mg/L 0,3 Do tai hién truong Trong khoang
0,2-1,0
9 [Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 1,92 TCVN 6186:1996 2

Nhén xét: “Tiéu chuan” duwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuan kj thuat qudc gia vé chat
lrgng nuedce sach stt dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

%

NﬁSNguyén Thj Thanh My

e/ TRUNGTANY
KIEM SOAT BENHTA

L. (*): Phrong phdp diwgc cong nhén phit hop theo ISO/IEC 17025, (1): Két qua dwege thuc hién boi nha thau phu

2. Théng tin vé mdu duwgc ghi theo Yéu cdu khdch hang; Ké't‘qud phdn tich chi ¢ gid tri trén mau thir

3. Khong duogc trich, sao 1 phan két qua néu khong co sw dong y cia Trung tdm Kiém sodt bénh tét Thanh phé Cén Tho
4. Keét qua dugc biéu thi < 10 CFU/g ¢ gid tri "Khong phdt hién"

Trang: 1/1

Q56 1 N Purc Ké, phuomg Ninh Kiéu, thanh phé Can The

02923 822351;

< glel ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04 (06/2019)



SOY TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

\\H/

ilaﬁa@x

JEEMRR AOSC

VLAT 1.0379
ISO/IEC 17025:2017

KET QUA THU NGHIEM
TEST REPORT
:NHA MAY NUGC €O DO

//l\\

M s6 mau/ Sample Code:
01614.26

1. Tén khach hang/ Customer

2. Dia chi/ Address

3. Tén maw/ Name of sample

4. Sb luong/ Quatity

5. Mb ta maw/ Sample description

: Ap Thanh Hung, xa Thanh Phu, thanh Phé Can Tho

: NUOC SACH (tai nha may)
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhan maw/ Receiving date  : 11/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiew/ Pon vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform téng so” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 [Mau sdc (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khéng cé mui la  [SMEWW 2150 & 2160 : | Khong ¢o mui la
2023
5 [pH (%) - 7,62 (23,8°C) TCVN 6492:2011 | Trong khoang
6,0-8,5
b6 duc (*) NTU 0,18 SMEWW 2130 B:2023 2
Arsenic (As) (%) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du tie do mg/L 0,68 Do tai hién treong  [Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4+ tinh | mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2

Nhan xét: “Tiéu chudn” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuan ky thuat qudc gia vé

chét lwgng nuwde sach st dung cho muc dich sinh hoat

Phu triach phong thir nghiém
Officer in charge of laboratory

V

ThS. Nguyén Thi Thanh My

LANH PAO TRUNG TAM

Tran Trdong Chinh

1. (*): Phwong phdp dugc cong nhdn phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hién boi nha thau phy
2. Théng tin vé mau duwoc ghi theo yéu cau khdch hang; Két ‘qua phan tich chi c6 gid tri trén méu thir
3. Khong dwgc trich, sao 1 phan két qua néu khéng cé sy dong y cua Trung tém Kiém sodt bénh tdt Thanh phé Can Tho

4. Két qua diege biéu thi < 10 CFU/g c6 gid tri "Khong phdt hién"

Trang: 1/1

Qss1 Ng6 Dirc Ké, phuong Ninh Kiéu, thanh phé Can Tho

AR 02923 822351;

A qlcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04 (06/2019)




Mi sé miu/ Sample Code:

1. Tén khach hang/ Customer

01615.26

2. Dia chi/ Address

3. Tén maw/ Name of sample

4. Sb luong/ Quatity

5. Mb ta maw/ Sample description

SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

Sy,

\t//
itaezmgk
//\\ At/(aﬂg gm

KZ 1 ISONEC 17025:2017

KET QUA THU NGHIEM
TEST REPORT

:NHA MAY NUGC €O O
: Ap Thanh Hung, x4 Thanh Phu, thanh Phé Cén Tho

: NUOC SACH (S8 12 duong s8 6, 4p Théi Thuin)
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

6. Ngay nhan maw/ Receiving date  : 11/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiéu/ on vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform tong sé” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 1SO 9308-1: 2014 (E) <1
3 |Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - - Khoéng co muila |SMEWW 2150 & 2160 : [ Khong c6 mui la
2023
5 IpH (*) - 7,81(23,8°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (¥) NTU 0,19 SMEWW 2130 B:2023 2
Arsenic (As) (¥) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clodu tw do mg/L 0,4 Do tai hién truong  (Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (%) mg/L 1,12 TCVN 6186:1996 2

Nhan xét: “Tiéu chuan” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chudn ky thuat qudc gia vé

chat lwgng nwdc sach stt dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

%

1§, Nguyén Thi Thaoh My

LANH PAO TRUNG TAM

£ <M POC
Tran Tnmng Chinh

1. (*): Phuong phdp dwgc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua duoc thie hién boi nha théu phy
2. Théng tin vé mau dirgc ghi theo yéu cau khdch hang; Két 'qua phan tich chi c6 gid tri trén mau thir
3 Khong duoc trich, sao 1 phdn két qua néu khong cé sy dong y ciia Trung tam Kiém sodt bénh tdt Thanh phé Can Tho

4. Két qua duoc biéu thi < 10 CFU/g cé gid tri "Khéng phdt hién"

Trang: 1/1

Q sé1 Ngé Dirc Ké, phuong Ninh Kiéu, thanh phé Cin Tho

75 02923 822351;

0} qlcl.ttksbitpct@gmail.com

QLQT.08-I-BM.04

BH.04 (06/2019)




Ma s6 maw/ Sample Code:

01616.26

1. Tén khéch hang/
2. Dia chi/ Address

3. Tén maw/ Name of sample

4. S6 lwong/ Quatity
5. Mb ta maw/ Sample description

SOY TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

Customer

\\ ' I/
\\_//
iE/—\EE AOSC
//T\\ VLAT 1.0379

YIS isonge assautt

KET QUA THU NGHIEM

TEST REPORT

:NHA MAY NUGC ¢3 DO

: Ap Thanh Hung, x& Thanh Phu, thanh Phé Cén Tho

: NUOC SACH (S8 8 Nguyén Vin Nhung, 4p Théi Hoa A)
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhan maw/ Receiving date  : 11/06/2026 Ngay tra két qua/ Issued dare : 23/6/2026
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phéap/ Tiéu chuén/
No. Parameter Unit Result Test method Standard
1 |Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 [Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 [Mui Khéng cé muila [SMEWW 2150 & 2160 : | Khéng c¢é mui la
2023
5 |pH (*) - 7,59 (23,9°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (*) NTU 0,20 SMEWW 2130 B:2023 2
7 |Arsenic (As) (*) mg/L Khoéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 (Clo du tw do mg/L 0,3 Do tai hién truong  [Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,96 TCVN 6186:1996 2

Nhan xét: “Tiéu chuan” duoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuan ky thuat qudc gia vé

chat lwgng nuwdc sach st dung cho muc dich sinh hoat

Phu trach
Officer in

phong thir nghiém
charge of laboratory

%

56 Nguyb Thi Thanh My

LANH PAO TRUNG TAM

Tran Tuong Chinh

1. (*): Pheong phdp dugc cong nhdn phu hop theo ISO/IEC 17025, (1): Két qua duoc thye hién boi nha thdu phy
2. Thong tin vé mau duwgc ghi theo yéu cau khdch hang; Két qua phan tich chi c6 gid iri trén mau thir
3. Khéng dwoc trich, sao 1 phén két qua néu khong cé su dong y ctia Trung tam Kiém sodt bénh tat Thanh phé Cdn Tho

4. Két qud dugc bidu thi < 10 CFU/g cd gid tri "Khéng phdt hién"

Trang: 1/1

Q S6 1 Ngo Birc K, phudmg Ninh Kidu, thanh phé Cin Tho

F 02923 822351;

BA glcl.ttksbttpct@gmail.com

QLQT.08-11-BM.04
BH.04 (06/2019)




TRUNG TAM KIEM SOAT BENH TAT TP. CAN THO
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Ma sé maw/ Sample Code:

01636.26

1. Tén khéch hang/ Customer

2. Pia chi/ Address

3. Tén maw/ Name of sample

4. S6 lwong/ Quatity

5. Mo ta maw/ Sample description

SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

\l/,
\\/
% AOSC

T
/\
/r\\\ VLAT 1.0379
bk ISONEC 17025:2017

KET QUA THU NGHIEM
TEST REPORT
: NHA MAY NUGC TRA NOC
: 12A KCN Tra Néc 2, phudng Phuée Théi, thanh phd Can Tho

: NUOC SACH (tai nha may)

:1 chai x 1500ml va 1 chai x 250ml

: MAu nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

6. Ngay nhan maw Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiew/ Don vi tinh/ Két qua/ Phuong phap/ Ti€u chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform tong so (*) CFU/100mL <1 1SO 9308-1: 2014 (E) <1
2 |Escherichia coli (%) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 [Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khong co muila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
5 |pH (¥) - 7,40 (24,6°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (*) NTU 0,27 SMEWW 2130 B:2023 -2
Arsenic (As) (%) mg/L < 0,003 TCVN 6626:2000 0,01
Clo dw tie do mg/L 0,75 Do tai hién treong  [Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 2

Nhan xét: “Tiéu chuan” dwgc tham chiéu theo QCVN 01-1:2024/BYT Quy chuan ky thuat qubc gia vé

chat lvong nudce sach stit dung cho muc dich sinh hoat

Phu trich phong thir nghiém
Officer in charge of laboratory

y/ B

ThS. Nguyén Thi Thaoh My

LANH PAO TRUNG TAM

2 ZRUNG TAM
" [KIEW S0AT esw’gw

pHOGI

L. (*): Phwong phdp dugc cong nhan phit hop theo ISO/IEC 17025, (1): Két qua dwegc thye hién boi nha théu phu

2. Thong tin vé mau dugc ghi theo yéu cau khdch hang Két qud. phan tich chi cé gid tri trén méu thir

3. Khdng dugc trich, sao 1 phan két qud néu khéng cé sw dong y ciia T rung tdm Kiém sodt bénh tat Thanh phé Can Tho
4. Két qua diege biéu thi < 10 CFU/g c6 gid tri "Khong phdt hién"

R~==CTN

)
x

AM DOC
Ha Tan Virt

Trang: 1/1

Q si1 Ngé Puac Ké, phuong Ninh Kiéu, thanh phd Can Tho

7N 02923 822351;

DK glelttksbtipct@gmail.com

QLQT.08-1I-BM.04

BH.04 (06/2019)




SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

Sy,

——x~s AO0SC
RIS VLAT 1.0379

I .
CARE ISO/IEC 17025:2017

Ma sb mau/ Sample Code:

01637.26 KET QUA THU NGHIEM
TEST REPORT

1. Tén khéch hang/ Customer :NHA MAY NUGC TRA NOC
2. Dia chi/ Address : 12A KCN Tra Néc 2, phuong Phuéc Théi, thanh phd Can Tho
3. Tén maw Name of sample : NUOC SACH (176 Lé Hong Phong, Théi An Pong)
4. S6 lugng/ Quatity :1 chai x 1500ml va 1 chai x 250ml
5. M6 ta maw/ Sample description  : MAu nguyén ven
6. Ngay nhan maw/ Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiew/ on vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform téng s’ (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 |Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui Khoéng c6 muila  [SMEWW 2150 & 2160 : | Khong cé mui la
2023
5 [pH (*) - 7,48 (24,4°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (*) NTU 0,20 SMEWW 2130 B:2023 2
Arsenic (As) (*) mg/L Khoéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du tir do mg/L 0,5 Do tai hién treong  [Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,64 TCVN 6186:1996 2

Nhén xét: “Tiéu chudn” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuan ky thuat qudc gia vé
chat lwong nwéc sach st dung cho muc dich sinh hoat -

Phu trach phong thir nghiém
Officer in charge of laboratory

ThS. Nguyén Thi Thanh My

P > g
Ha Tan Vinh

1. (*): Phuong phdp duoc cong nhén phit hop theo ISO/IEC 17025, (1): Két qua deoc thuc hién boi nha thiu phu

2. Théng tin vé mau duoc ghi theo yéu cau khdch hang; Két qua phan tich chi c6 gid tri trén méu thir “Trang: 1/1
3. Khéng dwpc trich, sao 1 phan két qua néu khéng c6 sy dong y ciia Ty rung tdm Kiém sodt bénh tdt Thanh phé Can Tho

4. Ket qua dugc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

Q sé1 Ngé Pirc Ké, phudmg Ninh Kidu, thanh phé Cin Tho QLQT.08-1I-BM.04
& 02923822351; DA glelttksbttper@gmail.com BH.04 (06/2019)




M s6 mau/ Sample Code:
01638.26

1. Tén khéch hang/ Customer

2. Dia chi/ Address

3. Tén mau/ Name of sample

4. Sb luong/ Quatity

5. M6 ta maw/ Sample description

SOY TE THANH PHO CAN THO

e,
\v/

\_/

AOSC
//a V?AS1 0379

i, ‘\\

ISONEC 17025:2017

KET QUA THU NGHIEM

TRUNG TAM KIEM SOAT BENH TAT
CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

TEST REPORT

: NHA MAY NUGC TRA NOC
: 12A KCN Tra Néc 2, phuong Phudce Théi, thanh phd Can Tho
: NUOC SACH (648 Nguyén Chi Thanh, Binh Thiy)

:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhan maw/ Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date: 23/6/2026
TT/ Chi tiew/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform téng s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 |Mau sic ) TCU <5 SMEWW 2120 C:2023 15
4 |Mui Khong co muila [SMEWW 2150 & 2160 : | Khong c¢6 mui la
2023
5 [pH (¥) - 7,41(24,5°C) TCVN 6492:2011 Trong khoang
6,0-8,5
b6 duc (*) NTU 0,20 SMEWW 2130 B:2023 2
Arsenic (As) (*) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001) -
8 |Clo duw tw do mg/L 04 Do tai hién treong  [Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,64 TCVN 6186:1996 2

Nhin xét: “Tiéu chuan” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuén ky thuét qudc gia vé

chét Iwong nwdc sach stt dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

‘ThS. Nguyén Thi Thanh My

LANH PAO TRUNG TAM

1. (*): Phuong phdp duoc cong nhan phit hop theo ISO/IEC 17025, (1): Két qua dwoc thuc hién boi nha thau phu

2. Théng tin vé mau dicgc ghi theo Yyéu cau khdch hang; Két 'qud phdn tich chi c6 gia tri trén mau thir

3. Khong duogc trich, sao 1 phan két qua néu khéng cé su dong y ciia Trung tém Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qua éwoc bidu thi < 10 CFU/g co gid tri "Khéng phdt hién"

‘Trang: 1/1

9 S6 1 Ngo Puc Ké, phuong Ninh Kiéu, thinh phé Can Tho

02923 822351,

BX glelttksbttpet@gmail.com

QLQT.08-1I-BM.04
BH.04 (06/2019)




Mi s6 maiu/ Sample Code:

1. Tén khach hang/ Customer

01639.26

2. Dia chi/ Address

3. Tén maw/ Name of sample

4. S6 lugng/ Quatity

5. Mb ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

Z—c AOSC
414@\\\‘ VLAT 1.0379
ol

ISO/IEC 17025:2017

KET QUA THU NGHIEM
TEST REPORT
: NHA MAY NUOC TRA NOC

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

: 12A KCN Tra Néc 2, phuong Phudce Théi, thanh phd Can Tho

: NUOC SACH (30 Trwong Vin Dién, Phuéc Théi)

:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhan mau/ Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiew/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform tong s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 I1SO 9308-1: 2014 (E) <1
3 [Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khéng co muila [SMEWW 2150 & 2160 : | Khéng c6 mui la
2023
5 |pH (%) - 7,59 (24,5°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (*) NTU 0,18 SMEWW 2130 B:2023 2
Arsenic (As) (*) mg/L Khoéng phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du tw do mg/L 0,3 Do tai hién treong  [Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,96 TCVN 6186:1996 2

Nhin xét: “Tiéu chudn” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuén ky thuat quéc gia vé

chét lrong nuwdc sach st dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

y//

ThS. Nguyén Thi Thanh My

LANH PAO TRUNG TAM

i e

1. (*): Phueong phdp dwoc céng nhdn phit hop theo ISO/IEC 17025; (1): Két qua duoc thuc hi,ér; h(}i, nha thau phy
2. Théng tin vé mau duwoc ghi theo yéu cdu khdch hang; Két qua phan tich chi c6 gid tri trén mau thir

3. Khong duoc trich, sao 1 phan két qua néu

4. Két qua duwoc biéu thi < 10 CFU/g ¢ gid tri "Khong phat hién "

khong co sw dong y cia Trung tam Kiém sodt bénh tdt Thanh phé Can Tho

‘Trang: 1/1

9 Sé 1 Ngo buc Ké, phuong Ninh Kiéu, thanh phé Cén Tho

TR 02923 822351;

DL qlcl.ttksbttpct@gmail.com

QLQT.08-1I-BM.04
BH.04 (06/2019)




M s6 miu/ Sample Code:

01633.26

1. Tén khéch hang/ Customer

2. Pia chi/ Address

3. Tén maw/ Name of sample

4. S6 lwong/ Quatity

5. M6 ta maw/ Sample description

SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

KET QUA T

\VI

;‘Ia&m
/r\\

HI"J’ NGHIEM
TEST REPORT
:NHA MAY NUGC O MON

CAN THO CITY - CENTER F OR DISEASE CONTROL AND PREVENTION

: Kim Ddng, phudong O Mén, thanh ph Can Tho

: NUOC SACH (tai nha may)

:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

6. Ngay nhan mau/ Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date: 23/6/2026
TT/ Chi tiéu/ Pon vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform téng s6” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 [Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khong co muila [SMEWW 2150 & 2160 : | Khong c6 mui la
2023
5 [pH (¥) - 7,41(24,4°C) TCVN 6492:2011 Trong khoang
6,0-8,5
Do duc (¥) NTU 0,18 SMEWW 2130 B:2023 2
Arsenic (As) (¥) mg/L | Khéngphathién | TCVN 6626:2000 0,01
(MLOD = 0,001)
8 |Clo du tre do mg/L 0,95 Do tai hién treong  [Trong khoang 0,2
- -1,0
9 |Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N) '
10 |Permanganat (*) mg/L 0,80 TCVN 6186:1996 : 2

Nhén xét: “Tiéu chuan” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chudn ky thuat qudc gia vé

chat lwgng nuwdc sach st dung cho muc dich sinh hoat

Phu triach phong thir nghiém
Officer in charge of laboratory

,/%

ThS. Nguyén Thi Thaoh My

LANH PAO TRUNG TAM

1. (*): Phwong phdp duoc cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua depe thuc hién boi nha thdu phu P

2. Thong tin vé mau dugc ghi theo yéu cau khach hang; Két qua phdn tich chi c6 gid tri trén méu thir Trang: 171
3. Khong dwoc trich, sao 1 phan két qua néu khéng cé s dong y ciia Trung tém Kiém sodt bénh tdt Thanh phé Can Tho

4. Két qua dwoc biéu thi < 10 CFU/g cd gid tri "Khéng phdt hién"

Qséi Ngé Dirc Ké, phuong Ninh Kiéu, thanh ph Cin Tho
7R 02923 822351; DX glcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04
BH.04 (06/2019)




M3 s6 mau/ Sample Code:

01634.26

1. Tén khéach hang/ Customer

2. Dia chi/ Address

3. Tén mau/ Name of sample

4. Sb luong/ Quatity

5. M6 ta mau/ Sample description

SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

\\\l,
~ FAV
Ty AOSC

VLAT 1.0379

AN .
ol ISO/IEC 17025:2017

KET QUA THU NGHIEM

TEST REPORT

:NHA MAY NUGC O MON

: Kim Ddng, phudong O Mén, thanh phd Can Tho

: NUOC SACH (duong 26/3, O Mén)

:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

6. Ngay nhan maw/ Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date : 23/6/2026
TT/ Chi tiéw/ on vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 [Coliform téng sé” (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 [Mau sic (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khoéng co muila [SMEWW 2150 & 2160 : [ Khdng c6 mui la
2023
5 [pH (*) - 7,42 (24,5°C) TCVN 6492:2011 Trong khoang
6,0-8,5
6 Do duc (*) NTU 0,21 SMEWW 2130 B:2023 2
Arsenic (As) (¥) Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001)
8 [Clo duw tr do mg/L 0,6 Do tai hién tru’c‘mg_ Trong khoang 0,2
-1,0
9 [Amoni (NH; va NH4* tinh mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 0,96 TCVN 6186:1996 2

Nhin xét: “Tiéu chuan” dwoc tham chiéu theo QCVN 01-1:2024/BYT Quy chuan ky thuat qudc gia vé

chat lwong nuedc sach stt dung cho muc dich sinh hoat

Phu trich phong thir nghiém
Officer in charge of laboratory

%

‘ThS. Nguyén Thi Thanh My

LANH PAO TRUNG TAM

1. (*): Phwong phdp diege cong nhdn phit hop theo ISO/IEC 17025, (1): Két qua dupc thyc hién boi nha théu phu
2. Thong tin vé mau duoc ghi theo yéu cau khdch hang; Két ‘qua phan tich chi c6 gid tri trén méu thir
3. Khéng duoc trich, sao 1 phdn két qud néu khong cé sw dong y ciia Trung tém Kiém sodt bénh tr Thanh phé Cén Tho
4. Két qua dirge bidu thi < 10 CF U/g c6 gid tri "Khdng phat hién"

Trang: 1/1

0 sii Ngb Brec Ké, phuong Ninh Kiéu, thanh phé Can Tho

7R 02923 822351;

B glel.ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04 (06/2019)




M3 s6 mau/ Sample Code:

01635.26

1. Tén khéch hang/ Customer

2. Pia chi/ Address

3. Tén maw/ Name of sample

4. Sb luong/ Quatity

5. Mb ta maw/ Sample description

SOY TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

\\\'//
\¥//

o~ AOSC
//l\\ VLAT 1.0379

ISONEC 17025:2017

KET QUA THU NGHIEM

TEST REPORT
:NHA MAY NUGC O MON

: Kim Ddng, phuong O Mén, thanh phé Can Tho
: NUOC SACH (20 Tran Hung Pao, O Mén)
:1 chai x 1500ml va 1 chai x 250ml

: Mau nguyén ven

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

6. Ngay nhan maw/ Receiving date  : 12/06/2026 Ngay tra két qua/ Issued date: 23/6/2026
TT/ Chi tiéu/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
1 |Coliform téng s’ (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
2 |Escherichia coli (*) CFU/100mL <1 ISO 9308-1: 2014 (E) <1
3 |[Mau séc (*) TCU <5 SMEWW 2120 C:2023 15
4 |Mui - Khong co muila [SMEWW 2150 & 2160 : | Khong c6 mti la
2023
5 [pH (¥ - 7,48 (24,5°C) TCVN 6492:2011 | Trong khoang
6,0-8,5
Do duc (*) NTU 0,26 SMEWW 2130 B:2023 2
Arsenic (As) (¥) mg/L Khong phat hién TCVN 6626:2000 0,01
(MLOD = 0,001) '
8 |Clo duw tw do mg/L 0,4 Do tai hién treong  |Trong khoang 0,2
-1,0
9 |Amoni (NH; va NH4* tinh | mg/L <0,20 EPA 350.2(1997) 1
theo N)
10 |Permanganat (*) mg/L 1,12 TCVN 6186:1996 2

Nhan xét: “Tiéu chudn” dwgc tham chiéu theo QCVN 01-1:2024/BYT Quy chudn ky thuat qudc gia vé

chat Iwong nuwdce sach st dung cho muc dich sinh hoat

Phu trach phong thir nghiém
Officer in charge of laboratory

Y

‘ThS. Nguyén Thi Thanh My

LANH })AO TRUNG TAM

ENNTA

H

Ha Ta

L. (*): Pheong phdp diwgc cong nhdn phu hop theo ISO/IEC 17025, (1): Két qua duoc thue hién boi nha thdu phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang; Két qud. i phan tich chi cd gid tri trén mdu thir
3. Khong duoc trich, sao 1 phan két qua néu khéng co sw dong ¥ ciia Trung tam Kiém soat bénh tdt Thanh phé Cén Tho

4. Két qua dirge biéu thi < 10 CFU/g c6 gid tri "Khéng phat hién"

(kM s0irs

PHOGIAM pOC

47 Vinh

Trang: 1/1

Qss1 Ngb Puc Ké, phuong Ninh Kiéu, thanh phé Cin Tho

F® 02923 822351;

DX glcl.ttksbttpct@gmail.com

QLQT.08-II-BM.04

BH.04 (06/2019)



TRUNG TAM KIEM SOAT BENH TAT TP. CAN THO
400 Nguyn Vin Cit Néi dai, P. An Binh, Q. Ninh Kiéu, TP. Cn The
PT: 0292.3822 351
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